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LOCAL EDUCATIONAL AGENCY
Shore Junior High School

SPECYTAL PROVISIONS
CERTIFICATION

REINSPECTION AND ASSESSMENT:

1 hereby certify that the reinspection and asbestos assessments that T have reviewed as prepared by others, for this Local
Educational Agency (LEA);

Shore Junior High School
5670 Hopkins Read

Mentor, Ohio

were conducted according to the requirements of U.S, Environmental Protection Agency regulation 40 CFR Subpart E;
to the best of my knowledge and belief:

by ﬁﬁﬁs i,é&?m . this 6™ day of APRIL, 2010

PRINT NAME: CATHERINE BANEY

TITLE: Certified Asbestos Hazard Evaluation Specialist (CAHES) #34423

ACCREDITATION: Building Inspector / Management Planner

4T81150461i/4TSI150665mpi OHIO
COURSE STATE
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has attended and successfully completed the Ashestos Hazard Emer.gmcy’ Response Act mandatoty course for the Asbestos Building Inspector
Refresher and has passed an examination in that course with 2 minimum score of 70% or better. Training was in accordance with 40 CFR Part 763
{AHERA). The above student zeceived the requisite training fox ashestos accreditation under Tifle TT of the Toxic Substances Control Act and State of

Indiana requirements under 326 IAC §8-2 and Chapter 3701-34 Ohio Administrative Code. and the Illinocis Department of Public Health (TDPH) under
section 855.120 of Title 77. IDPH recognition based on stadent request.
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Refresher and has passed an examination in that conrse with 2 minimum scote of 70% or better. Training was in accordance with 40 CFR Part 763
{ATERA). The above student received the requisite tratning for ashestos accreditation under Title I of the Toxic Substances Control Act and State of
Indians requirements under 326 TAC 182 and Chapter 3701-34 Ohio Administrative Code. and the Illineis Department of Public Health (IDPH) under
section 855.120 of Title 77. [DPH recognition baseéd on smdent request.
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1.0  INTRODUCTION

EA Group,'Mentor, Ohio was contracted by Mentor Public Schools to conduct a survey for
asbestos-containing materials (ACMs) in Shore Junior High School, consistent with the Asbestos
Hazard Emergency Response Act (AHERA). The purpose of this inspection was to: 1) to assess
material condition and the potential for disturbance of previously identified suspect ACMs; 2) to
recommend appropriate strategies to control or eliminate potential problems; and, 3) to develop an

updated Asbestos Management Plan.

This Asbestos Inspection/Management Plan report is a two-part document that details the
inspection and reinspection process (Part I) and the Management Plan objectives and
responsibilities (Part IT) for Mentor High School.

Section 2 of Part I includes descriptions of inspection and reinspection procedures and
material evaluation and assessment methods used during the inspection and reinspection process.
This section also explains how estimates were derived for those areas found to be treated or covered
with ACM.

Section 3 of Part | provides information and summary tables for Shore Junior High School.

Table 3-1, the "Inventory of Asbéstos-Containing Materials", identifies those building materials at
Shore Junior High School that either tested positive for asbestos or were assumed to be asbestos-
containing. These materials are inventoried by location, ACM type and homogeneous area

(material).

Appendix A contains the floor plan(s) for the school. :

Appendix B contains results for suspect ACMSs that have been sampled and analyzed.
Appendix C contains the AHERA Three-Year Reinspection Sheet forms.

Appendix D contains the AHERA Asbestos 6-Month Periodic Surveillance Data Sheet forms.
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2.0 INSPECTION PROCEDURES and METHOD of SAMPLE
COLLECTION and ANALYSIS

2.1 Inspection Procedures

The inspection of Shore Junior High School was scheduled and conducted by EA Group to -
gather the information needed to develop the School's original Asbestos Inspection/Management
Plan. EA Group used field inspectors who were trained in the recognition, sampling, and
evaluation of ACM. |

Upon arrival, the EA Group inspector conducted a cursory review of the available floor
plans to identify those building components that might potentially contain asbestos. This

information helped to familiarize the inspector with the building itself, and with the locations of

suspect building components

The EA Group inspector then conducted a walk-through inspection of the entire building
during which all accessible arcas were visually inspected for the presence of suspect ACM.
Samples of some suspect materials were also collected and submitted to EA Group's analytical
laboratory for analysis. If building areas or components contained suspect materials, standard

forms were used to record pertinent information about the material and the building environment.
2.2  Method of Sampling and Analysis

221  Bulk Sample Collection Methods

During the initial inspection, representative samples of some suspect materials were
collected for analysis. The materials sampled were typically limited to friable materials that had a
refatively high potential for disturbance (e.g., drop ceiling panels, acoustical plasters, spray-on
insulation). All other suspect materials were considered assumed ACMs unless they were

determined to be non-ACM by inspection (e.g., fiberglass pipe insulation).

222 Analysis of Bulk Samples
Available results of any sample analyses are provided in Appendix B.

2.
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2.3 Hazard Assessment

The EPA Decision-Tree Process is used to evaluate the then current condition of shspec{
asbestos-containing building materials and their potential for fiber release. This EPA Decision-
Tree Process should also be used during re-inspections to re-evaluate the condition of the friable,
known and assumed, asbestos-containing building materials identified during prior inspections.
The objective of the Decision-Tree Process is to organize and evaluate pertinent information about
asbestos-containing building materials in a systematic and consistent manor. This process provides
the inspector with sufficient detail to prescribe specific methods of control (i.e., removal,

encapsulation, or enclosure) for the ACMs in the facility.

The Decision-Tree Process allows the inspector to perform a subjective evaluation of a

known or suspect material with regard to seven factors. These factors are presented in Table 2-1.

The first three factors focus on the material's condition at the time of the inspection.
Evidence of deterioration, delamination, physical damage, or water damage, indicates that fiber
release has occurred, is occurring, or is likely to occur in the future. Such evidence is based on the

appearance of the material, and/or the presence of dislodged or crumbled material on floors or other

horizontal surfaces.

Factors under the second heading reflect the potential for a future fiber release due to
disturbance or erosion. Surface erosion is likely to occur when ACM is located in an air plenum or
near a forced-air stream. Exposed and easily accessible materials, in locations frequented by
building occupants or subject to routine maintenance activities, are more vulnerable to disturbance

or damage than materials in other locations.
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Tables 2-2 through 2-4, diagram the sequence of the Decision-Tree used by the inspector to
organize and gather information for the decision-making process. For example, Table 2-2 presents
a summary of the possible conditions of an asbestos-containing building material (i.e., Poor, Fair,
Good) with a hazard ranks from 1 to 7 (e.g., 1 being good, 7 being poor). ifa materiéd is
determined to be in poor condition, and is assigned a hazard rank of 7, immediate action is required
as shown in Table 2-4.. However, for the remaining six hazard categories, the potential for
disturbance is taken into consideration depending on the condition of the material (e.g., good or
fair). Table 2-4 is provided to assist in classifying ranks, ACM condition, and potential for ACM
disturbance. Depending on the potential for disturbance (i.e., low, moderate, high) specific
response actions are required by AHERA as shown in Table 2-4. Table 2-3 is presented to assist in
classifying the potential for disturbance into the three categories shown (i.e., low, moderate, high).
The hazard ranks generated from these assessfnent categories were used to determine the

appropriate response actions.
2.4 Estimations of Material Quantity

The quantities provided in this report are estimates. While these estimates provide a usable
depiction, actual amounts may vary. In addition, where small quantities are involved, a higher,

minimum cost may be charged by an asbestos abatement contractor.
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TABLE 2-1. FACTORS FOR ASSESSING
POTENTIAL FIBER RELEASE

Current Condition of ACM

e Evidence of deterioration or delamination from the underlying surface (substrata)
¢ Evidence of physical damage (e.g., presence of debris)

¢ Evidence of water damage

e Potential for F'uture Disturbance, Damage, or Erosion of ACM

e Proximity to air plenum or direct air-stream

¢ Visibility, accessibility (to building occupants and maintenance personnel), and degree of
activity (air movement, vibration, movement of building occupants)

e Change in building use
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TABLE 2-2. CLASSIFICATIONS FOR HAZARD POTENTIAL

LoLERA | ACM Condition Dlifgf;ﬁg;‘fe
7 Poor Any
6 Fair High
5 Fair Moderate
4 Fair Low
3 Good High
2 Good Moderate
1 Good Low




EAGROUP
Envitonmensal Aml;asm
ind Management

TABLE 2-3

CLASSIFICATION OF THE POTENTIAL FOR DISTURBANCE

'HIGH POTENTIAL (“Potential for Significant Damage™)
MODERATE POTENTIAL (“Potential for Damage™)
LOW POTENTIAL |

{Evaluation is based on frequency of potential cortact, influence of vibration, and potential for air erosion.)

AHERA Definitions

Potential for Damage

(1) Friable ACM is in an area regularly used by building occupants, including maintenance
personnel, in the course of their normal activities.

(2) There are indications that there is a-reasonable likelihood that the material or its covering
will become damaged, deteriorated, or delaminated due to factors such as changes in
building use, changes in O&M practices, changes in occupancy, or recurrent damage.

Potential for Significant Damage

Same as potential for damage, plus:

(3) The material is subject to major or continuing disturbance, due to factors including but not
limited to, accessibility or, under certain circumstances, vibration or air erosion.
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TABLE 2-4

.RESPONSE ACTIONS BASED ON HAZARD RANKINGS

Hazard | Removal . Response Actions
. . rie .
Rank | Priority AHERA Categories (Required by AHERA)
Evacoate or isolate the area if needed.
Remove the ACM (or enclose or
s encapsulate if sufficient to contain
7 1 Significantly Damaged fibers). Repair of thermal system
insulation is allowed if feasible and safe.
O&M required for alf friable ACM.
Evacuate or isolate the area if needed.
: Remove, enclose, encapsulate, or repair
6 2 D.am?f.ged W/ Potentia] for to correct damage. Take steps to reduce
Significant Damage potential for disturbance, Q&M required
for all friable ACM.
: Remove, enclose, encapsulate, or repair
5 3 Damaged w/ Potential for to correct damage. O&M required for all
Damage friable ACM.
Remove, enclose, encapsulate, or repair
4 4 gamageld fW/ I[)'OW to correct damage. O&M required for all
otential for Damage friable ACM.
. Evacuate or isolate the area if needed.
3 5 '| No Damage w/ Potential | Take steps to reduce potential for
for Significant Damage disturbance. O&M required for all friable
ACM.
: Take steps to reduce potential for
2 6 No Damage w/ Potential disturbance. Continue O&M for all
for Damage friable ACM,
1 7 No Damage w/ Low Continue O&M for all ACM until Hazard
Potential for Damage Assessment factors change. '
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3.0 SUMMARY OF INSPECTION RESULTS

All suspect asbestos materials that were not sampled or otherwise determined to be non-
ACM are assumed to be asbestos-containing unless or until tested and shown otherwise. All

activities involving these materials should be in strict compliance with the requirements stipulated
in AHERA.

The inspection for ACMSs was reasonably non-destructive. Therefore, materials located
behind walls, above solid ceilings, or in other inaccessible areas may not have been identified,
assessed or quantified. If during demolition or renovation additional suspect materials are
discovered, these materials should be documented and treated as asbestos-containing, unless tested

otherwise,

The inventory of the known and assumed accessible ACMs are summarized on Table 3-1,

which also provides estimated costs for abatement.
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Table 3-1

Inventory of
Asbestos-Containing Materials
2010



Table 1. Partial Inventory and Estimated Cost for Removal of Known and Assumed ACMs

Shore Junior High School - Mentor, Chio
2010 Reinspection

HIRACM:

i S BGil e Estimated Cost Range |
Foil-Faced Paper Backing in Light Fixfure A | Principal's Restroom 1SF $20 - $30)
' Clinic Restroom 1 SF '
Calcium Block & Paper Pipe Insulation E Curriculum Lounge 18 LF $180 - $270
Cementitious Elbows and Joints F | Ianitor's Supply Closet 17 EA $570 - $855
Classroom 131 8§ EA
Classroom 132 6 EA
Stage Jon south gym| 11 EA
South Gym (2nd) 3 EA
Girls Locker Room Corridor 2 EA
15t Floor Pipe Chase 10 EA
Cementitious Binder on Fibergiass Ductwork | H Stage 320 SF $3,200 - $4,800
Caleium Block Pipe Insulation I Clinic 110 25 LF $6,280 - $9,420
Assistant Principal's Office 15 LF.
Classroom 103 25 LF
Classroom 105 12 LF
Girls Restroom Paper Storage Room 22 LF
Eagst Stairwell 65 LF
Kitchen 30 LF
Cafeteria 60 LF
Classroom 116 24 LF
0Old Concession Activities Center 22 LF
Classroom 119 18 LF
Library 121 20 LF
Faculty W Lounge - 1st Floor [Rm 122] 40 LF
Classroom 127 20LF
Classroom 126 - Closet NQLF
Art Classroom 128 22 LF
Classroom 101 14 LF
Classroom 102 14 LF
Stage [on south gym] 70LF
2nd Floor Pipe Chase 60 LF
Paper Insulated Roof Drain Ieaders ] Copy Room i1 LF “$530 - $795
Stage 35LF
Classroom 209 Closet 7LF
~ Classroom 201 Closet NQ LF
Paper Insulated Piping K | Kitchen Pipe Chase 70LF¥ $2,360 - $3.540
Janitor's Closet 20 LF
Janitor's Cleset Pipe Chase 60 LF
Classroom 101 6 LF
2nd Floor Pipe Chase 80 LF
Cementitious Elbows on Roof Drain Leaders | L | North Gym 4 EA $40 - $60
Asbestos Vibration Isolators on Ductwork M | Janitor's Supply Closet - 1st Floor 4 SF $12 - $16
Transite Pipe AM | SE Jenitor's Closet #N/A LF #N/A - #N/A -
Transite Sinks N | Classroom 228 4 EA $400 - $1,0004
Classroom 229 3 EA
Classroom 231 4 EA
Classroom 232 3 EA
Classroom 233 3 EA
Classtoom 234 3 EA
Wall Plaster AG | Clinic 110 #N/A SF #N/A - #N/A
Clinic Storage #N/A SF
Clinic Restroom #N/A SF
Principal's Office #N/A SF
Principal's Storage #N/A SF
ASBAOH3542] ShorerHighReinspect EA GROUP

Page 1 of 5



Table 1. Partial Inventory and Estimated Cost for Removal of Known and Assumed ACMs

Shore Junior High School - Menter, Chio
2010 Reinspection

LRACMS CiEstinatéd Cost Ranget
Wall Plaster AG | Principal's Restroom #N/A SF
Central Office #N/A SF
Assistant Principal's Office #N/A SF
Copy Room [106] #N/A - SF
Asst. Principal #2 #N/A SF
Curriculum Lounge #N/A SF
Classroom 104 #N/A SF
Classroom 103 #N/A SF
Classroom 105 #N/A SF
Guidance Office [109] #N/A SF
Classroom 111 #N/A SF
Kitchen #N/A SF
Kitchen Restroom #N/A 8T
_ Cafeteria #N/A SF
Classroom 116 #N/A SF
Classroom 117 #N/A ST
Library 121 #N/A SF
Facuity W Lounge - 1st Floor [Rm 122] #N/A SF
Faculty Restroom #N/A SF
Classroom 123 #N/A SF
Classroom 127 #N/A. SF
Classroom 126 #N/A SF
Art Classroom 128 #N/A SF
Classroom 129 #N/A SF
Classroom 130 #N/A SF
Classroom 131 #N/A. SF
Classroom 132 #N/A SF
Classroom 101 #N/A SF
Classroom 102 #N/A SF
Classroom 201 #N/A SF
Classroom 202 #N/A. SF
Book Storage 203 #N/A SF
Classrooms 203 & 203 [prior Classroom 205] | #N/A SF
Classroom 204 #N/A SF
Classrooms 204 & 206 [prior Classroom 206] | #N/A SF
Classroom 208 #N/A SF
Classroom 207 #N/A SF
Classroom 210 #N/A SF
Classroom 209 #N/A SF
Classroom 211 #N/A SF
SE Janitor's Closet #N/A SF
Classroom 212 #N/A SF
Faculty Lounge #N/A SF
Faculty Restroom #N/A SF
Classroom 214 #N/A SF
Classroom 215 #N/A SF
Classroom 216 #N/A SF
Classroom 217 #N/A SF
Book Storage - 217 #N/A SF
Classroom 218 #N/A SF
Classroom 219 #N/A SF
Classroom 220 #N/A SF
Clagsroom 221 #N/A SF
Classroom 222 #N/A SF
Classroom 223 #N/A SF
ASBVOH35421 ShoreliHighRainspect EA GROUP

Page 2 of 5




Table 1. Partial Inventory and Estimated Cost for Removal of Known and Assumed ACMs
Shore Junier High School - Mentor, Ohio

2018 Reinspection

Wall Plaster

DCat

T.V. Storage [prior

Room 224] #N/A SF
Math/Computer/Media Room [Classroom 224] | #N/A SE
Tutor Room 226 #N/A SF
Tutor Room 226 - Resiroom #N/A_SF
Tutor Room 227 #N/A SF
Classrooms 225 & 228 [prior Classroom 228] | #N/A SF
Classroom 229 #N/A SF
Science Storage [Room 230] #N/A SF
Office by 231 #N/ASF
Classroom 232 #N/A SF
Classroom 233 #N/A SF
Classrooms 234 & 236 [prior Classroom 234] | #N/A SF
Classroom 235 #N/A SF

Wall Plaster / CMU AH | Janitor's Closet #N/A SF #N/A - FN/A
Wall Plaster / Tile Al | East Corridor #N/A SF #N/A - #N/A
South Corridor #N/A SF
West Corridor #N/A SF
Ceiling Plaster AJ | Clinic Storage #N/A SF #N/A - #N/A
Principal's Storage #N/A _SF
Janitor's Supply Closet - 1st Floor #N/A SF
SE Boys Restroom #N/A SF
South Entry #N/A SF
Kitchen Restroom #N/A SF
Activities Center #N/A SF
Faculty Restroom #N/A SF
Girls Locker Room Corridor #N/A SF
Girls Shower Room #N/A SF
Boys Restroom #N/A SF
Boys Shower Room #N/A SF
P.E. Shower Room #N/A SF
Book Storage 203 #N/A SF
SE Janitor's Closet #N/A SF
Faculty Restroom #N/A SF
Book Storage - 217 #N/A SF
Janitor's Closet #N/A SF
Men's Restroom #N/A SF
Tutor Room 227 #N/A SF

l White Floor Tile

ASB\OH3342] ShorerHighReinspeot

EA GROUP

AA | Faculty W Lounge - 1st Floor [Rm 122] #N/A SF #NA - HNJA
Faculty Restroom #N/A SF
Classroom 123 #N/A SF
Yellow Floor Tile, 9"x9" AB | Kitchen Restroom #N/A SF H#N/A - #N/A
Vinyl Tile AC | Janitor's Closet #N/A. SF #N/A - #N/A
Brown Vinyl Tile AD | Music Practice Room #N/A SF #N/A - #N/A
Music Office #N/A SF
12"x12" Floor Tile & mastic; White AF | Kitchen #N/A SF #N/A - #N/A
Activities Center #N/A SF
Girls Locker Room Corridor #N/A SF
12"x12" Floor Tile & mastic; Beige [NEW] AKX | Clinic 110 #N/A SF #N/A - #N/A
Clinic Storage #N/A SF
Clinic Restroom #N/A SF

Page 3 of 5




Table 1. Partial Inventory and Estimated Cost for Removal of Known and Assumed ACMs
Shore Junior High School - Mentor, Ohio
2010 Reinspection

L ategor A-Eriable: s O CatoR timated Cost Range!|
12"x12" Floor Tile & mastic; Beige [NEW] Principal's Office #N/A SF
: Principal's Restroom #N/A SF
Central Office #N/A SF
Classroom 104 ) #N/A SF
‘Guidance Office [109] #N/A SF
Media Center {120] #N/A SF
Classroom 131 #N/A SF
Classroom 201 #N/A SF
Classroom 202 #N/A SF
Classrooms 203 & 205 [prior Classroom 205] | #N/A SF
Faculty Work Room Classroom 204 ' #N/A SF
Classrooms 204 & 206 [prior Classroom 206] #N/A SF
Classroom 208 #N/A SF
Classroom 207 . ) #N/A SF
Classroom 210 #N/A ST
Classroom 209 #N/A SF
Classroom 211 #N/A SF
Classroom 212 #N/A S8F
Faculty Lounge #N/A SF
Faculty Restroom #N/A SF
Classrooms 225 & 228 [prior Classroom 228] | #N/A SF
Clagsroom 232 #N/A SF
Beige/Brown Floor Tile AL | Classroom 119 #N/A SF #N/A - #N/A
Beige & Brown Floor Tile 8] Classroom 222 #N/A SF #NJA - #N/A
Brown Floor Tile P Tanitor's Supply Closet - 1st Floor #N/A SF #N/A - #N/A
Janitor's Supply #N/A SF
Brown/Beige Floor Tile Q | Book Storage 203 #N/A SF #N/A - #N/A
Classroom. 214 . #N/A SF
Classroom 216 #N/A SF
Tutor Room 227 #N/A SF
Gray Floor Tile R | Classroom 117 ) #N/A SF /A - H#N/A
Classroom 124 #N/A SF
Classroom 126 #N/A SF
Classroom 130 #N/A SF
Band Room #N/A SF
Math/Computer/Media Room [Classroom 2241y #N/A_SF
Gray/Beige Floor Tile S Classroom 101 #N/A SF | #N/A - #N/A
Gray/Brown Floor Tile, 9"x9” T Principal's Storage #N/A SF #N/A - #N/A
Mail Room #N/A ST .
Assistant Principal's Office #N/A. SF
Copy Room [106] #N/A SF
Asst. Principal #2 #N/A SF
. Curriculum Lounge ) #N/A &F
Classroom 103 #N/A SF
Classroom. 105 #N/A SF
Classroom 111 #N/A SF
Classroom 102 #N/A SF
Clagsroom 235 #N/A SF
Gray/Green Floor Tile U Classroom 118 #N/A SF #N/A - #N/A
Classrdom. 127 #N/A SF
Classroom 129 #N/A SF
Classroom 215 #N/A SF
Classroom 218 ‘ #N/A SF
Classroom 219 #N/A SF
Classroom 221 #N/A SF

ASHAVOH35421ShoreIrHighReinspeot EA G‘RO[]P Page 4 0f 5




Table 1. Partizl Inventory and Estimated Cost for Removal of Known and Assumed ACMs
Shore Junior High School - Mentor, Ohio

2010 Reinspection
8 Non=Friabl G K00 nits timated Cost Range:
Gray/Green Floor Tile U | Classroom 223 #N/A SF
Math/Computer/Media Room [Classroom 224] | #N/A SF
Classroom 231 - #N/A SF
Green Floor Tile [under carpeting] v Faculty Restroom #N/A SF #N/A - #N/A
' Classroom 125 #N/A SF
Classroom 217 #N/A SF
Book Storage - 217 #N/A SF
Tutor Room 226 #N/A SF
Tutor Room 226 - Resiroom #N/A SF
Classroom 233 #N/A SF
Green/Beige Floor Tile _ W | ArtClassroom 128 #N/A SF #N/A - #N/A
: Classroom 220 | #N/A SF
Classroom 229 #N/A SF
Science Storage [Room 230] #N/A SF
Classroom 231 #N/A SF
Classroom 234 #N/A SF
[White/Black Floor Tile] Re-Tiled & Carpeted] 3% | Library 121 #N/A SF #N/A - #N/A
White/Brown Floor Tile Y Cafeteria .| #N/A- SF #N/A - #N/A
Ciassroom 132 #N/A SF
Beige/Green Floor Tile A Classroom 116 #N/A SF #N/A - HN/A
Classrooms 234 & 236 [prior Classroom 234] | #N/A SF

H.G. =homogsneous group
RACM = Regulated Asbestos Containing Material
NQ or #N/A = not quantified

Typical removal costs:

Plaster = $5 - $8/SF

Resilient Flooring =$1 - $2/5F

ASBOH35421 ShorekHighReinspect EA GROUP Page 5 of 5
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AHERA ASBESTOS REINSPECTION DATA SHEET

Client. Mentor Board of Edusation Building:  Shore Junior High Scheol
Project. AHERA 3-year Reinspection 2010 Functional Space: Floor 1
AK 12"x12" Fioor Tite & mastic; Beige [NEW] Clinic 110 NQ 1 M/NF1| ND Y| Y|L|L{N| X
| Caicium Bleck Pipe Insuiation 25LF 1 T ND Y{Y[LIL|IY] X
AG Wall Plaster NQ 4 |8MNFz] D X X YiY | M{L|{N X
AK 12'%12" Fleor Tile & mastic; Beige [NEW] Clinic Storage NQ 1 MINF1| ND Y[Y{L|L|N| X
AG Wall Plaster NQ 2 | S/NF2| ND Y|Y|M|LIN X
Al Cailing Plaster NQ 2 S/NF2; ND Y{Y[L|L|N X
A Foi-Faced Paper Backing in Light Fidure Clinic Restrcom 18F 1 M ND N{Y|LjL[Y|X
AK 12"12" Floor Tile & mastic; Beige [NEW] NQ 1 M/NF1| ND Y[Y|L{LIN| X
AG Wall Plaster NG 2 |smFz| nND Yivim LN | X
AK 12"x12" Floor Tile & mastic; Beige [NEW] Principal's Office NG 1 MMNF1| ND Y| YiM| M| N X
AG Wall Plaster NG 2 SINF2| ND Y|Y | M MN X
T GrayfBrown Fleor Tile, 9"x8" Principal's Storage NQ 1 M/NE1{ ND YIYIMMN|X
AG Wall Plaster NQ 2 SINF2| ND Y Y| MM X
al Ceiling Plaster NQ 2 |smrz2| ND vivic|on| Ix
eab=3l=Mtel - b b A b 1] Foll i B
MATERIAL TYPE. | HAZARD RANK REMOVAL PRIORITY | COMMENTS: A z 2E|2 Bl
S - Sugfacing 7 - Poot; any PD 1-30 MNA - Not previously assessed VG - Incotrect previous assessment } 5 g Q w E 2 _E— % ? ?_. g_
T~ Thermal &- Fairwi high PD 20w PSD AL - Mot previousiy fisted LA - Limiied scoess o material EREES a g8\ i |RiR
M - Miscellansous 5 - Fair wf moderate PD 3-DwFD NfS ~ Mot suspect, as detarmined by Inspector i a 9,‘ ‘ET w m g_ %- E g"
N1 - Non-fiatte Gat | | 4- Fairw low PO 4.0 a8 EE 2zl 1513 |2
NFZ - Nen-fable Cat. Il | 3- Good w/ high PD 5.P8D Floor tite assumed present under carpeting 2 (813 E 2 g, g e
2- Good wf moderate PO &-FD % o g E 5 a = a
CONDITION: 1 - Good witow ED 7 - No Probiem ) o gx| |°|Z|F
ND - No Damage B+ Non-AGM NQ = not quantified ] E EA 2
D - Damage E] B 2 ®
3D - Significant Damage [CNL] = Ceould Not Locate area or material ::'; .g_ =5
@ %]
™ o

EA GROUP
[440) 851-3514

7118 Industrial Park Blivd.; Mentor, OH 44060-6314

EAG Technician{s). Catherine Baney

Survey Date(s): April 8, 2010

CAHES 34423

EAG OH 35421
Page 1 of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Wentor Board of Education Buiding:  Shore Junior High School
Project. AHERA 3-year Reinspection 2010 . Functional Space: Floor 1
12"x12" Floer Tile & mastic; Beige [NEW] Principal's Restroom
A Foll-Faced Paper Backing in Light Fixture 18F 1 M ND Nj¥ LI LIYEX 2 8
AG wall Plaster NG 2 S/INFZ] ND Y|Y[M{M|N X 2 &
AK 12'%12" Floor Tile & mastic; Beige [NEW] Gentral Office NQ 1 MINF1; ND YIYIMIM|N[ X 1 7
AG Wall Plaster NQ 2 SINF2| ND YiY M M N X 2 5]
T Gray/Brown Fioor Tile, §'x9" Mail Room NG 1 MINF1| ND Y|Y|L{L{N| X 1 7
1 Calcium Black Pipe Insulation Assistart Principal's Office 15LF 4 T ND YIvitiL iyl x 1 7
T Gray/Brown Floor Tile, 9"'x9" [under carpet] NQ 1 MINF1 N|Y | LILINYX 1 7
AG Wall Plaster NQ 2 S/MFZ| ND Y|Y[M{MIN X 2 &
J Paper insulated Roof Drain Leaders Copy Reom [106} 1M4LF 5 T D X Y[ YiL|L{Y X 5 3
T Gray/Brown Floor Tile, §"x9" NQ 1 MINF1] ND Y|Y|L|M N|X 1 7
AG Wall Plaster NQ 2 S/NF2| ND Y|Y|M{MIN X 2 8
T Gray/Brown Flaor Tile, 9"x9" Tolephena-Room Asst. Principal #2 NG 1 MINF1| ND Y|YlL| LN 1 7
AG Wall Plaster NQ 2 S/NF2| ND Y| Y|M M N X z 8
Tz OloislE|EiEID T |12
MATERIAL TYPE: | HAZARDRANK  REMOVAL PRIORITY | COMMENTS: AT 2 z A ERERE
S Surfacing 7 - Poar, any PD 1-50 NIA - Nok previously assessed T - Incomect previous essessment } = E ClF % g é % g = |2
T - Thermal & - Fair wi high PD 2-DwfPSD N/ - Not previausly listed LiA.- Limnited agcess to material ri I g =4 g.c R
M - Miscellaneous 5 - Falr Wi maderate PD 3-Dw/ PD N/S - Not suspedt, @s determined by Inspester 3 E. "QW :-j~ o ® _%_ :E'l' ,?, %’
NF1 - Non-friatle Cat. | | 4 - Fairw! low PD 4-D s g %._ a ’% % o % %
NF2 - Nen-friable Gat. Il | 2 - Gand w! high PD 5-PSD Floor tile assumed present under carpeting 383 5\,_’, 212 g B8
2 - Good v muderate PD 6-FD % o ;‘ 3 _5_ H |2
CONDITION: 1 - Goed wf low PD 7 - No Prabtem ) 2I ® |9y
ND - No Damnage 0 - Non-ACM NQ = not quantified 503 5 S 1y g
O - Damage E] T 2 ﬁ
S - Significant Damage {CNL] = Could Not Locate area or materiat §_';_ & =5
in w
I =]
EA GROUP 7118 Industrial Park Slvd.; Mentor, OH 44080-5314 EAG Technician(s): Catherine Baney CAHES 34423 EAG OH 35421
{440) 951-3514 Survey Date{s): April 6, 2010 Page 2 of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client:

Mentor Board of Education

| Building:

Shore Junior High Schoal

Project: AHERA 3-year Reinspection

2010

Functional Space: Floor 1

[440) 51-3514

Survey Date(s). Aprl 6, 2010

Page 3 of 18

Calcium Biock & Paper Pipe Insutation Curriculum Lounge -ﬂ
T Gray/Brown Floor Tile, 8"x9" [under carpetj NQ 1 M/NF1 NiN|L|L|N| X
- AG Wall Plaster NQ 2 S/NF2| WD YIYIMM|IN X
AG wall Plaster Classroom 104 NQ 2 SINF2 D X YiY (MM N X
©AK 12'%12" Floor Tile & mastic; Beige [NEW)] YIYIM M
| Calcium Biock Pipe Insulation
ik
Al Wall Plaster / Tile East Corrider YIY|H
AG Wall Plaster Classroom 103 NQ 2 SINF2| D |X Y| YIM{M|N X
| Caicium Block Pipe Insulation [parially encased] 25LF 1 T ND Y|NMMY[X
T Gray/Brown Floor Tile, 9"x9" NQ 1 MINF1| ND Y[YiM| M| N{ X
| Calcium Bleck Pipe Insulation Classrcom 105 12 LF 2 T ND YiN|M MY X
T GrayIBrown Fioor Tile, 8"x9" NQ 1 M/NE1] ND Y|YLIM| ML NY X
AG Wall Plaster NQ 2 SINF2| ND YiY [ M{M| N X
i Z B 7 e o
(ALl ABATED] Beiler Room o m:“ : b " e sk A
TIE0OEFIZIZIDIGIIT
MATERIAL TYPE: HAZARD RANK REMOVAL PRIORITY | COMMENTS: i n g 2 % g— A % %
S - Surfacing ¥ - Pocr; any PR 1-50 NFA - Mot praviously assessed WC - Incorract pravious assessment 2= (P2l § glz % L ESES
T - Thermal & - Fair wi high PD 2-DwWPSD N - Not praviausly listed LA - United access to material 5,15 T i zlg | RS
M - Miscelianecus 5 - Falr wf moderate P2 3-Dw PD /S - Mot suspart, as determinad by Inspector E’_; a ég TiE % % E f‘an
NF1 - Nondtiable Cat. | | 4 - Fairw low PD 4-0 aE] g‘ =3 *:,: 25183
NP2 - Non-friable Cat, il { 3 - Good w/ high AD 5.PSD Flaor tile assumed prasent under carpeting g E13 Q % % g S8
2-Goodw/ muderste PD 6-PD G (P g 3l lalslz
CONOITION:. | 1- Soocwiiow P> 7 - Mo Pratdem o giT| | j2iF
ND - No Darage 0- Mon-AGM NQ = not quantified El 5 S S
D - Damage 3 5 = ]
8D - Significant Damage [CNL] = Coutd Not Locate area or material 5‘_ g 5
‘ =l &
EA GROUP 74118 Industrial Park Blvd.; Mentor, OH 44080-6314 EAG Technician(s); Catherine Baney CAHES 34423 EAG OH 35421




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Building:  Shore Junior High Schaol
Project: AHKERA 3-year Reinspection 2010 Functional Space: Floor 1
M Asbestos Vibration Isolators on Ductwerk Janitor's Supply Closet - 1st Floor 4 8F 2 |MNF2| ND Y([MN|M M| N X 2 6
P Brown Floor Tile NQ 1 MNF1| ND Y|YiL|L|IN| X 1 7
Al Celling Plaster NQ 2 SINFZ] ND Y{Y|L{L[N X 2 6
AK : 12'%12" Floor Tile & mastic; Beige INEW] Guidance Cffice [108] NQ 1 M/NF1; ND YIY|L|L|N| X i 7
AG Wall Plaster NQ 2 SINFZ] ND Y| Y M|M|N X 2 <]
1 Calcium Block Pipe Insulation Girls-Rast Paper Storage Room 22LF 1 T ND NINJLILIY[ X 1 7
At Ceiling Plaster SE Boys Restroom NQ 2z S/NF2; ND YiN|L{LN X 2 5]
F Cementitious Elbows and Joints Janitor's Supply Closet 17 EA 4 k) b X Y{Y|L|LLY X 4 3
t Calciumn Bleck Pipe Insulation East Stairwell 65 LF 1 T CNL YIN[M LIY] X 1 7
Al Wall Plaster { Tils South Corridor NQ 2 SINF2| ND Y|Y|H N X 2 <]
T Gray/Brown Flocr Tile, 9"x8" Classroom 111 NQ 1 M/NF1 ND Y[Y [ MM N X 1 7
AG Wali Plaster NQ 2 SINFZ] ND Y Y| M|M[N X 2z 8
Tlzojcizlzlzlraiciv|®
MATERIAL TYPE: HAZARD RANK REMOVAL PRIORITY | COMMENTS: AR 8 % % |2 % %
S - Surfacing 7 - Poor, any PD 1-30 N/A - Not previously assessed IfC - IncoTrect pravious assessment -J-U é g 9 o & 2 é- % ;U 2. g
T - Thermai 8 - Fairwf high PD 2-Dwf PED . N/ - Mot previously Isted L/A - Limnited access to materlal E %— § 9?: =2 g [ 5 b o
M - Miscellaneous §-Fairw/ moderate P 3-Dwl PD N/& - Nel suspect, s detenmined by Inspactor 8218= |°z 2l |2|F |2
NF1 - Non-frisble Cat | | 4 - Fairw/ low PD 4-0 g, 5 % o :-’_» % 5 n3> %
NFZ - Non-fiiable Cat, I | 3 - Good w/ figh FD 5. PSD Floor tile assumed present under carpeting g 2 |3 8 2 g. g <3
2 - Geod wf moderate PO 65-PD ﬁ ® g. 2 3 3 K =
CONDITION: 1 - Good Wi iow PD 7 - No Protlem > 2 X |=|2iF
NE - o Damage 0- NonACH NGQ = not quantified g g A 3
D - Damage E E E %
5D - Sigrificant Damags [CNL} = Could Not Locate area or material 3 : tg_ <5
. &) ]
‘“ =]
EA GROUP 7118 Inclustrial Park Blvd.; Mentot, OH 44080-5314 EAG Technician{s): GCatherine Baney CAHES 34423 E£AG DH 35421
{440) 854-3514 Survey Date(s): April 6 2010 Page 4 of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education

Building:

Shore Junicr l-‘|‘igh Schoot

Project: AHERA 3-year Reinspeciion

2010

Functional Space: Flcor 1

#NIA

5D - Significant Damage

[CNIL] = Could Not Locate area or material

#NIA 112 [Metals)
HN/A 113 Woads) H#NIA
#N/A 1121113 Office #NIA
HNIA Classroom 114 #NIA
#N/A 114 Cffice #HNIA
Al Ceiling Plaster South Ertry NG 2 |siNF2| ND Y| Y{H|M|N X
i Calcium Block Fipe insulation Kitchen 80LF 2 T D X YIY MM Y| X
AF 12'%12" Figor Tile & mastic; White NQ 1 M/NF1| ND Y{YIM{MIN[ X
AG 'Wall Plaster NQ 2 SINF2 D X Y|Y|M|M[N X
K Paper Insutated Piping Kitchen Pipe Chase FOLF 4 T o XX Y[ X
AB “Yeliow Floor Tile, 9"x9" Kitchen Restroom NQ 1 MANF1| ND YiY[L]LIN} X
AG Wall Plaster NQ | 2 SINFZ| ND Y[Y¥|M| LN X
Al Ceiling Plaster NG 2 |[S/NF2| ND Y|{Y|L|{L|N X
wigioloiL|y |2 (225 |F P
MATERIAL TYPE: | HAZARD RANK ~ REMOVAL PRIORITY | COMMENTS: LAREERTE ARl A R
& - Surfacing 7 - Poor, any PD 1-80 N2 - Mot previously assessed VG - Incorrect previous assessment } b4 g jok Il g g é— % 'g-? 2|2
T - Thetmai &~ Fairw! high PD 2-DwPSD NIL - Mot previnusly listed " UA- Limited mccess fo materiat |2 8ig| |z Elc| |8 BiE
M - Miscallanecas 5 - Fair ! modetate FD 3-Dw/PD NS - Not suspedt, as detarmined by laspector S8l "R 21F |2
NF1- Nondriable Cat | | 4 - Fairwiiow PD 4-D o8 “E—’-_ g == |5 3z
NF2 - Nonriable Cat 1l | 3 - Goodws high PO §-PSD Floor tile assumed present under carpeting 3|8 fll 2 3 g R
2 - Gaod w/ moderate PO 6-PD % @ ;_ 25 & 5 2
CONDITION; | 1 - Good witow PD 7- Na Prablem o z & |e 1 9|F
ND - Mo Damage - NonACHM NQ = not quantified g S S| 15 3
0 - Damage g E _g %
z s i
=

EA GROUP
(240) 951-3514

7118 Industriat Park Bivd.; Mentor, DH 44060-5314

EAG Technician(s): Catherine Baney CAHES 34423

Survey Date(s): April 8, 2010

EAG OH 35421

Page 5 of 18




AHERA ASBESTOS REINSPECT

ION DATA SHEET

Client; Mentor Board of Education Building;  Shere Junior High School
Project: AHERA 3-year Reinspection 2010 Functional Space: Floor 1
AG Wall Plaster Cafeteria NQ 5 SINFZ| D |X Y|Y | M{M|N X
1 Calcium Block Pipe Insulation {matal encased] 60 LF 1 T ND YIN|MIM Y| X
Y White/Brown Floor Tile NQ 1 M/NF1| WD YiY | MM N[ X
| Calcium Block Pipe Insutation Classroom 116 24LF 1 T ND Y{YIiMMY|X
AG Wall Plaster NQ 2 | 8INFZi| ND Y[Y | M MIN X
Z Beige/Green Floor Tile NQ 1 W/NF1| ND YiYIMIM|{N| X
R Gray Floar Tile Classrcom 117 NQ 1 M/NFi| NG YIY|MMjR| X
AG Wall Plaster NG 2 SAF2| ND YIY|MiM|N X
| Galcium Block Pipe insulation Qld-Cencessien Activities Genter 221F 1 T ND Y{Y | MMY)X
AF 12"x12" Floor Tile & mastic; \White {under carpet] NQ 1 M/NF1| ND N{Y[LIL{NlIX
Al Ceiling Plaster NQ 2 S/NF2| ND Y|Y L|IN X
#NIA Electrical Reom #NIA
2L E ] BT oAbl o R
MATERIAL TYPE: | HAZARDRANK  REMOVAL PRIORITY | CCMMENTS: e |28 = ey 2182
§ - Sutfacing 7 - Poar; any PO} 1-80 MA - Not previously assessed I1C - Incarrect previous assessment } = g' Clw (CL!E 2 & ;U 2=
T - Thermal & - Fair wif High PD 2-Dw PSD AL - Rt presicusly listed UA - Limited accass to material 3 %’- B %_.{ & 3 c EAEREA
M - Miscsllansous. 5- Fair wl moderate PD 3-DwWPD /5 - Nok suspect, as detsrmined by Inspector B3zl |®182 Z|5|&
NF1 - Non-friable Cat | | 4 - Fair wflow PD 4-D o g =3 % ': % 5 E %
MF2- Non-friable Cat. Il | 3- Good w/ high PD 5-PSD Floor tile assumed present under carpeting FREEN- g % g <8
2 - Good w/ mederate PD 6-PD % o ;. = 3 2 ] =
CONDITION: | 1- Goodw/ lowPD 7- No Problem P giz| | |23F
ND - Mo Damage 0 - Non-AGM NG = not quantified g S g ’;: g
D - Dam=ngs . 3 = i=] %
SD- Significant Damage [CNL] = Could Not Locate area or material ﬁ = =
- &
EA GROUP 7118 Industrial Park Bivd.; Mantar, OH 44080-5314 EAG Technician{sy Catherine Baney CAHES 34423 EAG OH 385421
(440) 851-3514 Survey Datels): April 6, 2010 Page 6 of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Building:  Shore Junior High Scheal
Project: AHERA 3-year Reinspacticn 2010 Functional Space: Floor 1
u Gray/Green Floor Tile Classroom 118 NG 1 MINF1| ND Y1V IM| M| N| X
AL Beige/Brown Floor Tile Classroom 118 NQ 1 MANF1] ND Y1Y[MIM]IN| X
| Caicium Block Pipe Insutation [metal encased] 18LF 1 T ND Y{NiM/ M Y} X
AK 12'%12" Floor Tile & mastic; Beige [NEW] Media Center [120] NQ 1 MMNFT] ND Y|Y[M{M{N] X
AG Wall Plaster Library 121 NQ 2 SINFZ| ND YIY|{ MM N X
| Calcium Block Pipe lnsulation [metal encased] Z20tF 1 T ND YINMMY{X
X [White/Black Fioor Tile] Re-Tiled & Carpeted NG 1 M/NF1| [CNL] NiY|L|ILINfX
K Paper Insulated Piping Janitor's Closet 20LF 2 T ND Y[(Y|L|L[Y X
AC Vinyl Tile NQ 1 MINF1| WD YiY (MM N| X
AH Wall Plaster { CMU NG 5 S/NF2 8] X Y|¥{L|L|N X
K Paper Insulated Piping Janitor's Closet Pipe Chase 80 LF 5 T D X YeY|LIL|Y X
AA White Floor Tile Faculty W Lounge - 1st Floor [Rm 122] NQ 1 M/NF1| ND Y Y‘ LILINL X
AG wall Plaster NQ 2 SINF2| NB YI¥YIM[M| N X
| Caicium Block Pipe Insulation [ercased] 2840 LF 1 T ND NIN|L|E]Y X
TS| OIS E(EE TG |22
MATERIAL TYPE. HAZARD RANK REMOVAL PRIORITY, 1| COMMENTS: AERr g_. a % % W % % %
S - Surfaging 7 - Posr, any PD 1-8D NIA - Net previously assessed 1€ - Incorrect previous assessment } g E 9 o Lﬂ; E ‘E» % g g g
T-Thermal & - Fait w/ high PD 2-DwPsD AL~ Not praviously fsted Ltfy - Limiltsd accsss to matsrial % |Zl|3] |28l Fio|e
M - Miscellane ous § - Fair v/ moderate PD 3-DwiPD RS - Mot suspect, as determined by Inspector E}i a §, '5‘- © 2 g_ %. E l%’
NF1 - Nondiiatie Cat, | | 4 - Falr wf low PD 4-D g8 % a i S - ERIES
NF2 - Non-riable Cat H | 3 - Good W high PD $-P3SD Floor tile assumead present under carpeting ERCAE & gle g CI8
2-Goodw/ moderate PO 6-FD «% @ |2 35| laim|?
CONDITION: 1 - Good wi law PD 7- o Problem : = ziz! {5 |9 |F
ND - No Damage 0 - Non-ACH NQ = not quartified g £lg e 3
3 sl B
D - Damage . 3 -:I‘: 2 %
0 - Slgrificant Damage [CNL] = Could Not Locate area or material £ & =5
> k]
EA GROUP 7118 Indusiial Park Blvd.; Mentor, OH 44060-5314 EAG Technician{s). Catherine Baney CAHES 34423 EAG CH 35421
(440) 851-3514 Survey Date(s): April &, 2010 Page 7 of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Building: - Shere Junior High School
Project: AHERA 3-year Reinspection 2010 Functional Space: Floor 1
v Green Floar Tile [under carpeting] Faculty Restroom NQ 1 M/NF1 N{Y|L|LjN|X
AG ‘Wall Plaster NQ 2 SMF2| ND YIY|MiM|N X
Al Ceiling Plaster NQ 2 SINFZ| ND Y|YIL|L|N X
AA White Floor Tile NQ 1 |MmF1| ND Y[Y|LIL|N| X
Al Wail Plaster / Tile West Corridor NQ 2 S/NFZ| ND YIYIH{H|N X
AA White Floor Tile Classroom 123 NQ 1 MINF1| CNL Y| Y| M M[N| X
AG Wall Plaster NQ 2 S/NF2] NO YiY (M| MN X
v Green Floor Tile [under carpeting Classroom 125 NQ 1 M/NF1] ND Y{YiMiM|N| X
R Gray Floor Tile Classroom 124 NQ 1 M/ANF1| ND Y|Y| M MIN] X
AG Wall Plaster Classroom 127 NG 2 SINFZ| ND YlY | M{M[N X
| Calcium Bleck Pipe Insulation [metal encased] 20LF 1 T ND Y| N[L|L|Y X
U Gray/Green Floor Tile NQ 1 M/NF1}; ND YiY[MIMINE X
AG Wall Plaster Classroom 126 NQ - 2 |8INF2| ND Y{YiM|M N X
R Gray Floor Tile NQ 1 MNF1 Y|Y M MjN] X
| Caicium Block Pipe Insulaticn Classrocom 128 - Closet NQ T NINjL{L|Y
T oIc|IL|EBEIZIRISITIR
MATERIAL TYPE: | HAZARD RANK ~ REMOVAL PRIORITY, | COMMENTS: AT ESE: = 2|2 818
S - Suracing 7 - Pgor; any PD 1-80 M/A - Not previously assessed IfC - incoTrect previous assessment § E g 9 o E 2 @- % 'OU 2. g
T - Thermal &- Fairwf high PD 2-Dwi PSD N/L_- Not previousiy listed L/A.- Litited access 1o material & .:‘3’- T g <5 gl RS
M - Miscallaneous 5. Fair wf moderate PD 3-DWFD NIS - Not suspest, as determined by Inspector Blol3ls SRFAE % g&
MF1 - Non-friable Cat. 1 | 4- Fair wi low PD 4-D g |18 2 f—_ 2 |5l 13
NF2 - Non-friable Cat. il | 3 - Good w high £y 5-PSD Floor file assumed pressnt under carpeting 38|72 g2\ g <18
2-Good w/ maderate P 6- PO S e E EEIR
CONDITION: 1- Good wi low PD 7 - No Protlem s gz I=|8|F
ND.- No Darmage 0~ Non-ACM NQ = not quantified g EE [ 3
= o 1=
D - Damage 3 ‘:E = %
S0 - Significant Damage {CNL] = Could Not Locate area or material S_ = =
) [
(=}

EA GROUP
1440) 951-3614

7118 Industrial Park Blvd.; Mentor, OH 44060-5314

EAG Technician(s): Catherine Barey

Survey Date(s). April6, 2010

CAHES 234423

EAG OH 32421
Page 8 of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentcr Board of Education Building:  Shore Junior High School
Project: AHERA 3-year Reinspection 2010 Functional Space: Floor 1
AG Wall Plaster Art Classroom 128 NQ 2 SINFZ| ND Y|IY MM N x| 2 6
| Calcium Block Pipe Insulation [metal encased] 22LF 1 T ND YINIM|IMI Y X 1 7
W Green/Beige Floor Tile . NQ 1 M/NF1| ND Y[Y|M{M|NE X 1 7
u Gray/Green Floor Tile ) Classroom 128 NG 1 M/NF1| WD Y|Y|M{MN| X 1 7
AG Wall Plaster NQ 2 S/NF2| ND Y|[Y{MMIN X 2 6
R Gray Floor Tile Classroom 130 NQ b MINFT| ND Y[Y MM N X 1 7
AG Wall Plaster NG 2 SINF2| ND Y|Y|MjMj N X 2 6
F Cementitious Elbows and Joints Classroom 131 8EA 1 T ND YIY|MM|Y X 1 &
AG Wall Plaster NQ 2 SMNFz: D X YiY | MM N X 2 <]
AK 12"x12" Floor Tile & mastic; Beige [NEW] NG 1 M/NF1{ ND Y{YIMIMiN| X 1 K
F Cementitious Elbows and Joints Classroom 132 6 EA 1 T ND Y|Y| MM Y X 1 -]
Y White/Brown Floor Tile NQ - 1 M/NF1] ND YIY|M M N| X 1 7
AG Wall Plaster NQ 2 SINF2] ND Y{iY M|M|N X 2 5
olz|vlolsplelpiziglzie
MATERIAL TYPE: | HAZARD RANK ~ REMOVAL PRIQRITY | COMMENTS: w28 z 2l 222
S - Surfacing T - Paor; any PD 1-8D MNYA - Not previously assessed 1/C - Incorrect previous assessment } E E Q iy g g @ % g E_J, g
T- Thermal & - Falr w! high PD 2-0wi PSD L - Mot previously listed L7A, - Lintlted aceess to material 2 |2tEia| IS 3l HERE
M - Miscellanecus & - Fair w/ moderate PD 3-DwPD N/S - Mot suspect, 26 determined by |nspector ?_: a g = ° g 5 %. E g
NF1 - Nonfiiable Cat. | | 4 - Fairw low PD a0 o8 “é_ 8 2=z |5 3z
NF2 - Nendriable Cat. )l | 3 - Good w high PD 5-PSD’ Floor tile assumed present under carpeting 312|> ﬁ 2= g 218
7-Gosdw/moderate PO 5-FD g® |z 23] |1219|2
CONDITION: 1 - Good w! law PD 7 - No Problem o 1) i @ = g?
ND- No Damage - Mon-ACM NQ = not quantified g i Ed G 3
D - Damage 3 = A=) a
SD - Significant Damage {CNL] = Ceould Not Locate area or material g qg_ |
3 g
EA GROUP 7118 Industrial Park Blvd.; Mentor, OH 44080-5314 EAG Technician(s). Catherine Baney CAHES 34423 EAG OH 3541
{440) 951-3514 Survey Date(s): Aprit6, 2010 Page 9 of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Building.  Shere Junior High Scheol
Project: AHERA 3-year Reinspection 2010 Functional Space: Floor 1
AG Wall Plaster Classroom 101 NQ 2 SINF2| ND Y|Y| M MN X
| Caleium Block Pipe Insulation {parially encased] 14 LF 1 T ND Y|Nj{L|L| ¥]X
K Paper Insulated Piping 6LF 1 T ND Y|Y[L|L[Y}| X
S Gray/Beige Floor Tila NG 1 MINF1| ND Y(¥|L|LIN| X
AG Wall Plaster Classrocom 102 NG 2 SNF2| ND YIY | M{M{N X
| Calcium Block Pipe Insulation [metal encased] 14LF 1 T ND Y{N/LILiY| X
T Gray/Brown Floor Tile, 9"x5" NQ 1 M/INF1| ND YIY{MIM N| X
H Cementitious Binder on Fiberglass Ductwork | Stage [on scuth gym] - 320 5F 4 T D |X Y{Y|H|L|Y X
| Calcium Block Pipe insulation [metal encased] TOLF 4 T [HI Y{NIE|L|Y X
J Paper Insulated Roof Drain Leaders a&LF 4 T D YIY | HiL{Y X
F Cementitious Elbows and Joints 11EA 4 T D {X Y N[M LY X
F Cementitious Elbows and Joints Seuth Gym (2nd) 3EA 1 T ND Y[(N[M{LY X
alzolois|zlElEIT|s Iz
IMATERIAL TYPE: | HAZARDRANK ~ REMOVAL PRIGRITY | COMMENTS: niv el (218 22 g2iglg
S - Surfacing 7 - Peor, any PD 1-30 WiA - Mot previously assesset VT - IncorTect previous assessment } =3 g Qe % %é % -c? =212
T Thermal 6- Fairw high P 2-DwWPSD NIL - Nat previously listed L/A - Limited acoass to material G |Eie 5| & gic RS
M - Miscellaneous 5 - Falr w/ modsrate- P 3-DwPD /S - Not suspert, as determined by Inspector E_s a g' %- ® © _&_ é‘. E ,‘L—:o
NF1 - Non-friable Cat | | 4 -Farw! low PD 4-D o g =3 =3 3-’-_' % b 93) g
NF2 - Noh-iable Cat. If | 3- Good wf high PD 5-PsD Flocr tlle assumed present under carpeting 383 ﬁ 2|2 g 218
2-Good Wi moderate PD 6-PD : %’b ® g, 53 lgm|2
CONDITION: | 1-GoodwilowPD 7 - Mo Probiem o gz |2 |2 |F
N - No Damage 0 - NOn-ACM N{ = not quantified g 5 g [ E
D - Damage 3 F k=) 2
&0 - Sighificant Damage [ENL] = Cauld Not Locate area or material 3 @_ =
@
= g
EA GROUP 74118 Industrial Park Bivd.; Mentor, OF 44050-5314 EAG Technictan(s). Catherine Baney CAHES 34423 EAG OH 35421
(440) 9613514 Survey Date(s). April 6, 2010 Page # of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Bullding:  Shere Junior High Schoel
Project: AHERA 3-year Reinspection 2010 Functional Space: Floor 1
F Gementitious Elbows and Joints Girls Locker Room Corridor 2 EA 1 T ND YiY{miLIY X &
AF 12"%12" Floor Tile & mastic; White NQ 1 M/NF1] ND Y{Y|{M{M NI X 7
Ad Cailing Plaster NQ 2 SINF2| ND YIY{iM MIN X 8
AJ Ceiling Plaster Girls Shower Room NG d SINF2| ND YiY MM N X 8
L Cementitious Flbows on Roof Drain Leaders North Gym 4 EA 1 T ND Y N M| LIY] X 7
Al Ceiling Plaster Boys Restroom NQ 2 SINF2: ND Y|[Y|M{M[N X 6
#EN/A Gils Restroom #N/A
G Cementitious Joint on Roof Drain Leader Boys Locker Room Abated oy 5 %@ o
Al Cefiing Plaster Boys Shower Room NQ 2 |S/MNF2| ND Y|Y{L|L|N X 6
A Ceiling Plaster P.E. Shower Room NQ 2 S/NF2] ND Y[(¥|L|L|MN X 8
R Gray Floar Tile Band Room NQ 1 M/NF1] ND Y|¥YiM{M|N] X 7
AD Brown Vinyl Tile Music Practice Room NG 1 MINF1| ND Y|Y | MM N|X 7
AD Brown Vinyl Tile Music Office NQ 1 M/NF1} ND YIY|MIM|N[X 7
F Cementitious Elbows and Joints 1st Floor Pipe Chase 10 EA 4 T & X NLILIY]X 4
- - R ER T B
i Calcium Block Pipe Insutation Crawispace Abated Q i B
vigwlolspEirins 2|2
MATERIAL TYPE: | HAZARD RANK REMOVAL PRIORITY | COMMENTS: N R A = g— 812 2|2
5 - Surfacing 7 - Poor; any PD 1-80 MJA - Mot previously assessed VC - Incorrect previous assessmant 2siF Qs ﬁ o B Fial=2
- Thermal & - Falr w! high PD 2-Dw/PSD N Nt previously listed LA~ Limited access To matesial Z|E|ER| | g c| |E|2 8
M - Miscellanacus 5 - Fairwi modarate PD 3-DwPD 415 - Not suspe, a5 determined by Inspectar sllzlzl "2 |Z2IE|&
WF1 - Nondiiable Cat. | | 4 - Fairwf low PD 4-D |2 %- & ?—: 4 = 3 2
ME2 - Nan-frlabls Cat Il { 3 - Good wi Wgh PD 5-PSD Floor file assumed present under carpeting 31815 |8 glg 5 a8
2-Good wi moderate PD §-FD % iz 23| |2l=|3
CONDITION: 1 - Good wi Jow FD 7 - No Problem o ERES B_ o E
NG - b Damage D - Non-AGM NQ: = not quantified g g AN 3
D - Damage 3 ko L ‘2
S0 - Significant Damage [CNL] = Could Not Locate area or material 3 S =
* g
EA GROUP 7118 Industrial Park Blvd.; Mentor, OH 44080-5314 EAG Technician{s): Catherine Baney CAHES 34423 EAG OH 35421
{a40) 951-3514 Survey Date(s), April 6, 2010 Page # of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Building: .Shore Junier High School
Project: AHERA 3-year Reinspection 2010 Functional Space: Floor 2
AK 12"x12" Floor Tile & mastic; Beige (NEW] ‘|Classroom 201 NQ 1 MMNF1| ND YiY[MIMiN[ X
AG Wall Plaster NQ 2 SMNF2| ND Y{Y{L|L{N X
J Paper hsulated Roof Drain Leaders Ctassroom 204 Closet NQ 1 T NI N(N|LL|Y]X
AK 12'%12" Floor Tile & mastic; Beige [NEW] Classroom 202 NQ 1 M/NF1; ND Y{Y|M{M|N] X
AG Wall Plaster NG 2 SINF2] ND vlv|[t|L|N X
AG Wall Plaster Book Storags 203 NQ 5 SINF2| D X YIYiIM|LIN X
Al Celling Plaster NQ 2" |S/NF2| ND Y{MLILIN X
Q Brown/Belge Floor Tile NQ 1 M/NF1| ND YIY L{L|N{X
iy d A - . R Classrooms 203 & 205 [prior
AK 12'x12" Fisor Tile & mastic; Beige [NEW)] Clagsroom 205] NG 1 M/NF1i ND YiY[M|M Nl X
AG Wall Plaster [sorme cracking] NG 2 S/NF2| D X Y{Y{M| LN X
AK 12"%12" Floor Tile & mastic; Beige [NEW] Fasuly-WercReoom Classroorm 204 NQ 1 M/NF1| NO Y[Y|MIM{N] X
AG Wall Plaster NQ 2 SINF2Z| NI Y[Y|M{LIN X
v . o mer Classrooms 204 & 206 {prior
AK 12"%12" Flocr Tile & mastic; Beige [NEW] Classracm 208] NQ 1 M/NF1] ND YiM M X
AG Wali Plaster NQ 2 S/INF2| ND YiIYIM LN X
. v|zio|ols |p | 2ir D 0| ®
MATERIAL TYPE: HAZARD RANK REMOVAL PRIORITY | COMMENTS: vt | {g 8 = 25|12 (8|2
5 - Surfadng 7 Paor, any FD 1.30 HiA - Not previously asssssed I/ - Incamect previaus assessment F=212|5 |8 Bl F o|2|2
¥ -‘Thermal - Fairwr high PD 2-DwfPSD NiL - Not previausly listed LA - Limited access ta material & % ) E: F8 [~ FRES
M - Mlscellanesous 5 - Fairwi moderate FD 3-0Dw PD MiS - Not suspedt, as determined by Incpacter & a s' %‘ @ g g_ % E fﬁ”
NF1-Non-riable Cat | 1 4- Fairwf low PO 4-D o 5 = 5": § = g 2
NF2 - Non-friable Cat Il | 3 - Good w/ high PD 5-PED 3 % =8 g _g. g ‘«3 g
2-Goodwimoderste PO €-FD Bl -2 5| lalm|=
CONDITION: 1 - Good w low FD 7 - No Problem ?) oIz LR
ND - o Damage 0- Non-AEM NG = not quantified 8 ‘c5‘, EX I E
D - Damage E] T =] 3
50 - Signficant Damage: [CNL} = Could Nof Locate area or material 5_ k= =5
= g
EA GROLIP 7118 Industeial Park Bivd., Mentor, OH 44080-5314 EAG Technician{s): Catherine Baney CAHES 24423 EAG OH 35421
(440} 951-3514 Survey Date(s): Agril 6, 2010 Page # of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Beard of Education Building:  Shore Junior High Schoel
Project: AHERA 3-year Reinspection 2010 Functional Space: Fleor 2
AK 12'%12" Floar Tile & mastic; Beige [NEW] Classroom 208 NQ 2 M/NF1 D X Y1Y [ MM N X 2
AG Wall Plaster NG 2 SINF2| ND YIY|M|LiN 2
AKX 12"%12" Floor Tile & mastic; Beige [NEW) Classrcom 207 NQ 1 M/NF1| ND Y{Y| MM N| X 1
K faper Insulated Piping [CHL] 1 T ‘ CNL
AG- Wal Plaster NQ 5 SINF2| D [|X YiY | M|LIN 3
AK 12"%12" Floor Tile & mastic; Beige [NEW] Classroom 210 NG 2 [MINF1] D X YIY|M|MN| X 2
AG Wall Plaster [some cracking) NQ 2 SINF2 D X Y{Y|M{L|N 2
AK 12"%12" Floor Tile & mastic; Beige [NEW] Classroom 209 NQ 4 MINF1[ ND Y| Y[Im M|N] X 1
AG Wall Plaster NQ 2 S/NF2| ND YI¥Y | M{L|N 2
d Paper insuiated Reof Drain Leaders Glassroom 209 Closet 7LF 2 T ND Y| YiL|L|Y 2
AK 12"x12" Floor Tile & mastic; Beige [NEW] Classroom 211 NQ 1 MINF1] ND Y1Y|MiM| N| X -1
AG Wall Plaster NQ 2 |SiNF2] ND YiYiM| LN 2
AG Wall Plaster SE Janitor's Closet - 2nd Floor NQ 2 SINFZ| ND | Yiv|LlL|N X 2
AJ Celing Plaster NQ 2 SINF2 D (X YINIL|L|N X 2
AM Transite Pipe NG 2 FMINF2| ND YiY LN X 2
vig(ooiL (2|5 (2T
MATERIAL TYPE: | HAZARD RANK ~ REMOQVAL PRIORITY | COMMENTS: e 0|28 1Z|5E(2 (] 8
S - Surfaring 7 - Poor, any PD 1-80 MAA - Mot previusly assessed I7C - Incarrect previous assessment ; = g Qe g ) _<-s— % 'C? 22
T- Themal & - Fairw high PO 2.DwWPSD NAL- Mot previously listed LiA - Limited accsss to matetial HREIEI R § - |g|EE
1 - Miacellaneous 5 - Falrw! moderate PO 3-DWPD IS - Nok suspect, as determined by Inspector Elal@=t "2 £ z8 |2
NF1 - Nonfriatle Cat | | 4 Fair w/ low PD 4-0 : alg % 2 5"; = o 2 2
NF2 - Non-friable Gat. 1l | 3 Goadw/ high PD 5-PSD ES Rk 8 2.2 g -3
2 - Good wf moderate PO 6-PD % ® \’_D' E 5 3 =3 3
CONDITION: | 1-CoodwilowPD 7 - No Problem by T [812|F
ND - Mo Damage 0~ Non-ACM K@ = nat quantified 5 s £ I 2
D - Damage 3 £ k=) <
S0 - Sigrificant Damage [CNL] = Could Not Locaie area or material 2 = =
> g
EA GRGUP 7118 Indushial Park Blvd.; Mentor, OH 44060-534 EAG Technician(s): Catherine Baney CAHES 34423 EAG OH 25421
(440) 951-3514 Survey Date{s). April 6, 2010 ) Page # of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client:

Mentor Board of Education

Building:

Shore Junior High Schoal

Project: AHERA 3-year Reinspection

2010

Functional Space: Floor 2

AK 12"x12" Floor Tile & mastic; Beige [NEW) Classroom 212 NQ 1 MINE1] ND YiY{LLiN| X
AG Wall Plaster NQ 5 SNF2|. D [X YIYM{LN X
AK 12"x12" Ficor Tile & mastic; Beige [NEW] Faculty Lounge - Znd Floor NQ 1 M/NF1| ND Y{Y|L|LiN] X
AG Wall Plaster NQ 2 SINFZ| ND YIY M M| N X
AK 12"x12" Floor Tile & mastic; Beige [NEW] Faculty Restroom - 2nd Floor NQ 1 MANFi| ND Y[{Y|L|L|NfX
AG Wil Plaster NG 2 S/NF2| WD Y| Y M MN X
AJ Ceiling Plaster NG 2 S/INF2{ ND YiINjLiLN X
Q Brown/Beige Floor Tile Classroom 214 NQ 1 MINF1| ND Y[Y[M{M]N] X
AG Wiall Plaster NQ 5 {8SMF2| D X Y{Y|M|L[N X
u Gray/Green Floor Tile Classroom 215 N/A 1 M/NF1{ ND YIY|M M N X
AG Wall Plaster [some cracking) NQ 2 S/NFZ| D X Y[Y|M{LIN X
Q . BrownIBeige‘Flour Tile Classrocom 215 NQ 1 MINF1| ND YiY]MiM X
AG Wali Plaster NQ 5 SINFZ{ D X Y|Y M LN X
Tlgicio<ix | Z|Z(DFIT|T
MATERIAL TYPE: | HAZARD RANK ~ REMOVAL PRIORITY | COMMENTS: v ES |22 B2 (815
S - Surfacing 7 - Poor; any PD 1-8D TiA - Mot previously assessed 4G - Incarrect pravious assessment § = g Cle % § E— % ;U =13
T - Thermal & - Fairwl high PD 2-DwPSD NiL - Not previotsly fisted LiA- Limited scoess to material BRI BE gl ls|2 2
M - Miscellanecus 5 - Fair wf moderale PD 3-DwPD NS - Not suspect, as determinedby\nspéctnr S’_, ; §' 'g @ % = % E g’
NF1 - Nondiiable Cat | | 4 - Fairw/ low PD 4-D &[5 %‘ & ;F % o CRE!
NF2- Non-fiiable Cat. Il | 3 - Gaod wi igh P 5-PSD 328 g g8 £ gz
2 - Gaod wi moderats P 5-FD {;.: ® 8 ] g &% 3
CONDITION: 1 - Bood i low PD 7~ No Problem b zlx| (¢ |2|F
MD - No Damage [ - Mon-ACM NQ = not quantified g E = ’% g
D - Dawage 3 F 2 <
&D - &ignificant Damage [CNL] = Could Not Locate area or maierial ﬁ =¥ =5
w s
= [}

EA GROUP
(440) 961-3514

7118 industrial Park Bivd.; Mentor, OH 44060-5314

EAG Technician(s): Catherine Baney
Survey Date(s): April 6, 2010

CAHES 34423

EAG OH 35421

Page # of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Chient:

Mentor Board of Education

Building:

Shore Junior High School

Project: AHERA 3-year Reinspaction

2010

ctional Space: Floor 2

v Green Floor Tile [under carpeting] Classroom 217 NG 1 M/NF1{- ND YIYIM|{MIN| X
AG Wall Plaster NQ 2 S/NF2| ND YiY M MIN X
v Green Floor Tile [under carpeting] Book Storage - 217 NQ 1 MINF1| NI Y{Y[M|M|N| X
AG Wall Plaster NQ 5 S/NF2 D XYY\ LlLN X
Ad Celling Plaster NQ 2 SINFZ| ND YINJLIL|N X
U Gray/Green Floer Tile Classroom 218 NiA 1 M/NF1| ND Y|Y[MMN| X
AG ‘Wall Plaster NQ 2 S/NF2| ND YiY | MIM{N X
u GréyIGreen Floor Tile Glassroom 219 N/A 1 MNF1] NI Y|Y|M|M| N X
AG Wall Plaster NQ 2 SINF2| ND YiY[MIMIN X
W Green/Beige Floor Tie Classroom 220 NQ 1 MINFY; D | X Y{YiL|L|NpX
AG Wall Plaster NQ 3 SNF2 0 |X YiY [ MIMIN X
u GraytGreen Floor Tile Classrcom 221 N/A 1 MNF1) I | X Y{Y M|M[N| X
AG Wall Plaster NQ 2 {SmF2| ND vlv(mm|n| |x
Q Beige & Brown Floor Tile Classroom 222 NQ 1 MINF1] ND YIYIMIM| N| X
AG Wall Plaster KO 2 |SINF2| ND Y| Y| MIM{N X
EIECIF R R E N
MATERIAL TYPE: | HAZARD RANK ~ REMOVAL PRIORITY | COMMENTS: n 0|0 (n |28 DS 2 E|F
S~ Surtacing 7 - Poor, any PD 180 NIA~ Not previnusly assessed IfC - Incorredt previous assessment I=lRlelwE g ElR|z 2|2
7 - Thermat 6~ Falr vl high PO 2-Dwl PSD NiL. - Not previously Iisted L/A - Limited access ta material BIEERl |g2|c| |8|22
M - Miseellaheous 5 - Fairwf moderste PD 3-Dwi Pl /S - Mot suspet, 25 determined by | nspecter § a Q%'- @ g g_ %- E ‘g}
NE1 - Nan-iable Gat | | 4- Fairwf low PO 4-D g (8 % <y ':{ = o 32
NF2- Non-liable Cat Il | 3- Good wi high PD 5-FSD JE3 8 gzl |515 |8
2-Goodw/ moderate PO 6-FD LA 25| la|=i?
CONDITION: | *-Gaodwhiow PD 7 - Mo Frabiem o ziz| {2 |2|F
ND - o Damage 0- Non-ACM NQ = net quantified g 5 = z
D - Damage 3 I o <
SO - Signficant Darmage [CNL] = Could Net Locate area or material g & =
* g
EA GROUP 7118 {ndustriat Park Blvd,; Mentor, OH 44060-5314 EAG Technician(s} Catherine Baney CAHES 34423 EAG OH 35421
(440) 951-3514 Survey Daiefs). April &, 2010 Page # of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education

Buiiding:

Shore Junior High School

Project: AHERA 3-year Reinspection

2010 -

Functienal Space: Floor 2

] Gray/Green Floor Tile Classroom 223 NIA 1 M/NF1] ND yiv(mim|n] x
AG Wall Plaster NQ 2 SINF2| ND Y(Y|M{M{N X
P Brown Fleor Tile Janitor's Supply NQ 1 M/NF1| ND YIY[ L L|NEX
Al Ceiling Plaster Janitor's Closet - 2nd Fleor NQ 5 SINF2 b o|X X Y Y|L[LIN X
Ad Celling Plaster Men's Restroom - 2nd Floor NG 2 1S/MNF2| ND Y|Y|{M|MN X
AG Wall Plaster T.V. Storage [prior Room 224] NQ 5 SINF2 D X Y| Y| M| MIN X
R Gray Floer Tile Math/Computeriiedia Room NG 1 Immet| no vl v mm nl x
[Classroom 224]
U Gray!Green Floor Tile NQ 1 M/NF1| ND YIY|MM{N|X
AG Wall Plaster NG 2 S/INFZ| NMD Y{YIMMN X
v Green Floor Tie [under carpeting] Tutor Room 226 NQ 1 MINF1| ND Y[Y [ MIM|N} X
AG Wall Plaster NQ 2 SINF2| KD ¥Y{¥'LILIN X
v Green Floor Tile [under cargetingl Tuter Room 226 - Resiroom NQ 1 MINF1| ND Y| Y|M[M|N
AG Wall Plaster NG 2 S/INFZ| ND Y{¥|L|L|N X
olzglolols(z=lE|zlcizls
MATERIAL TYPE: HAZARD RANK REMOVAL PRIORITY | COMMENTS: e 2 2 % glg|2 ﬁ; %
S - Surfacing 7 - Poor, any PD 1-sD MN/A - Not previously assessad G- Incarrect previous assessment } 'é g 9 o _E E E’ % ;U E.. 2_
T - Thermmal & - Falr wt hign PD 2-Dw/PSD NiL. - Nat previously listed A - Limited accass to matefial S|l (B ol |& BB
M - Miscellansous §- Fair w! moderate PD 3-DwPD NI - ot suspaet, as determined by Inspector Bla|Sket |®|aiE z 58
NF < Nonfriable Cat 1§ 4-Fairw! fow FD a-D g 2|2 5 2l |5 ERE
NF2 - Nondriable Gat. !l | 3- Goodwf High PD 5-PSD g 3 =1 g % % g ‘g s
2 - Good w/ moderate PD B-PD % [} g_ E é ¥ 3 =4
CONDITION: 1 Goad W low PD 7 - Mo Problem b=y 21z e |2|F
MD - Mo Damage 0~ Mon-ACM NQ = not quantified g £5| | 3
3 ) )
0 - Damage 3 E g g
D - Significant Damage [CNL] = Could Not Lecate area or material 5 (g_‘ =
N 8
EA GROUP 7148 Industrial Park Bivd.; Mentar, OM 44C60-5314 EAG Technician{s): Catherine Baney CAHES 34423 EAG OH 35421
{440) 951-3514 Survey Date{s). April 8, 2010 Page # of 18




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Buiding:  Share Junior High School
Project: AHERA 3-year Reinspection 2010 Functional Space: Floor 2
Q Brown/Beige Floor Tiie Tutor Reom 227 NG 1 MMNF1| ND Y[Y|M|MN| X
AG Wall Plaster NQ 2 |snez} ND v|y|m{min| | x
Ad Ceiling Plaster NG 2 S8/NFZ| ND Y|[Y|L| L[N X
oyl ; . : Classrooms 225 & 228 [prior
B .
AR 42"%12" Floor Tile & mastic; Beige [NEW] Classroom 2281 NQ 1 M/NFi} NO YIY M|MIN| X
AG Wall Plaster NQ 2 S/NF2| ND Y|Y|[M{M;N X
N Transite Sinks Classroom 228 4 1 M/NF2| ND Y|Y|M|{M|N| X
w (Green/Beige Fleor Tite Classroom 229 NG 1 M/NF1] ND Y{Y|LiLIN| X
AG Weall Plaster NQ 2 SINF2| ND Y/ Y MM N X
‘N Transite Sinks Classroom 22¢ 3 1 MINF2| NI Y{Y|MiM|N| X
W Green/Beige Floor Tile Science Storage [Room 230] NQ 1 M/NF1| ND YIYIL| L[N} X
AG Wali Plaster NG, 2 SINF2| ND Y| Y| MIMIN X
AG Wall Plaster Classreem234 Office by 231 NQ 2 SINFZ| N YiY|{M{M| N X
N Transite Sirks Classroam 231 4 1 MMNF2| ND Y|Y|{MM|{N|X
U Gray/Green Floor Tile NQ 1 MINF1] ND Y[YIM{M[N] X
W Green/Beige Floor Tile NG 1 M/NF1| WD YIY M| M|N| X
viz(ololslz|lzlzinls DD
MATERIAL TYPE: | HAZARD RANK ~ REMOVAL PRIORITY | COMMENTS: niT e e 28 = g— g|2i212
5 - Sufacing 7 - Peor, any FD 1-80 hHA - Not previously assessed IfC - Incorrect previalis assessment 3 = g Ol % g =z % 'Cl;J = |2
T - Thermal 6 - Fair wi high PD 2-Dw PS5 NiL - hat previously listed LiA- Limtted access to material 5|28 ci{ SiE o ERENE
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AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Building;  Shere Junior High Scheol
Project. AHERA 3-year Reinspection 2010 Functional Space: Floor 2
N Transite Sinks Classroom 232 3 1 M/NF2| ND Y[Y{M M NEX
AK 12'x12" Floor Tile & rmastic; Beige [NEVY] NQ 1 MMNF1 ND Y{Y[LIL| NI X
AG Wall Plaster NG 2 | SINF2| ND Y{Y MM N X
v Green Floor Tile [under carpeting] Ciassroom 233 NQ 1 M/NF1] ND Y]Y | M]MIN]X
AG Wall Plaster NQ 2 |S/NF2] ND Y|Y(M{M N X
N Transite Sinks Ciassroom 233 . 3 1 M/INFZ| ND Y[Y M| My NY X
AG Wzl Plaster Classrooms 234 & 236 [prior NQ 5 SINFz| WD vy mlimln X
Classroom 234)
z Beige/Green Floor Tile NIA 1 MINE1| ND YIY|M{M{N| X
N Transite Sinks Classroom 234 3 1 MINF2| ND Y{Y{MM|Nj X
W Green/Beige Floor Tile NQ 1 MINF1} ND Y1Y MM .N X
T Gray/Brown Floor Tile, 9"xa" Classreom 235 NQ 1 MW/NF1| ND YiY M{M[N| X
AG Wall Plaster NQ 2 SiNF2| ND YIY MIMIN X
| Calcium Block Pipe insulation 2nd Floor Pipe Chase 801iF 4 T D Y(Y|LiL|Y X
K Paper Insulated Piping BOLF 4 T D Y(Y|L|LIY X
T elsEEEIRITIRT
MATERIAL TYPE: { HAZARD RANK ~ REMOVAL PRIORITY | COMMENTS: w2 z 272 (2|2
S - Surfacing 7 - Poor; any PO 1-8D NiA - Not previously assessed IfC - Incotrect pravious assessment X = '%7 elF ﬁ a E' % 2 = |2
T - Thermai & - Falrwi high PD 2-DwiPSD Ml Not previously isted LA - Limited acczss to material 5. 5; gzl g § c| ofg | e
M - Miscellaneous 5 - Fair wf moderate FD 3-Dw/PD NIS - Mot suspect, as determined by Inspecter 5’_1 o S’:_;- © r::‘, _3_ % E ‘g’
NF1 - Non-frlable Gat.) | 4 - Fairw! low PO a.n FYE] =3 cE o 2 2
NF2 - Nonriakle Cat Il | 3 - Gaod w! high PD 5-psD 3B E gz |51 |8
. 2. Goog wf moderate PD G-FD = ® g. E3E] &3 =3
CONDITION: | 1- Good wriawFD 7- Mo Problem pat glz| |= 2 |F
ND - No Damage 0~ NorACH NG = riot quantified g NS = Y
D - Damage El F e a
SO Sigrificant Damage [CNL] = Could Not Locate area or materiat g & G
iz | * a
=
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APPENDIX D

AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET FORMS



Mentor Public Schools AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET

Shore Junior High School

Inspected by Survey Date(s):
CONDITION: G = Good! D = Damaged; 8D = Significantly Damaged
12"x12" Floor Tile & mastic; Beige [EW]

Clinic 110 | Calcium Block Pipe Insulation 25LF T
Clinic 110 AG Wall Plaster NG SINF2
Clinic Storage AK 12"x12" Floor Tile & mastic; Beige [NEW] NQ WM/NF1
Clinic Storage AG Wall Plaster NQ SINF2
Clinic Storage Al Ceiling Plaster NQ S/NF2
Glinic Restroom A Foil-Faced Paper Backing in Light Fixture 18F M
Cilinic Restroom AK 12"1Z2" Floor Tile & mastic; Beige [NEW] NQ M/NF1
Clinie Restroom AG Wall Plaster NQ SINF2
Principal's Office AK 12"x12" Floor Tile & mastie; Beige [NEW) NQ M/NF1
Principai's Office AG Wall Piaster NQ SINF2
Principal's Storage T Gray/Brown Floor Tile, 99" NQ M/NF1
Principal's Storage AG wall Plaster NQ SINF2
Principal's Storage Al Ceiling Plaster NQ SINF2
Principal's Restroom AK 12"%12" Floor Tie & mastic; Beige [NEW] NQ M/NF1
Principal's Rastroom A Foi-Faced Paper Backing in Light Fixture 18F M
Principaf's Restroom AG Wail Plaster NQ SINF2 |
Central Office AK 12"x12" Floor Tile & mastic; Beige [NEW] NG MYNF1
Central Office AG Wall Plaster NQ SINF2
Mail Roem T Gray/Brown Floor Tile, 9"x9" NQ MINF1

ABSBIOHI5424 ShoreJrtigh AHERA Gmas.xls
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Mentor Public Schools AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High School

Inspected by: Survey Date(s):
CONDITION: G = Good; D = Damaged; S0 = Significantly Damaged

Assistant Principal's Office | Caicium Block Fipe Insulation 15LF T

Assistant Principal's Office T GrayiBrown Floor Tlle, 9"x9" NG M/NF1
Assistant Principal’s Office AG Wall Plaster NQ SINF2
Copy Room [106] J Paper Insuiated Roof Drain Leaders 11LF T

Copy Room {106} T Gray/Brown Flcor The, 9"x9" NQ MMNF1
Copy Reorn [106] AG Wali Plaster NQ SINF2
Asst, Principal #2 T Gray/Brown Floor Tile, 9"x9” NG M/NFA1
Asst. Principal #2 . AG Wall Plaster NQ SINF2
Curriculumn Lounge E Calcium Block & Paper Pipe Insulation 18 LF T

Curriculum |ounge T Gray/Brown Floor Tile, 9'x8" NQ MINF1
Curriculum Lounge AG Wall Plaster NQ SINFZ
Classroom 104 1 Calcium Block Pipe Insulation Abated T

Classroom 104 AK 12"%12" Floor Tile & mastic; Beigs [NEW} NQ . M/NF?
Classroom 104 AG Wall Plaster NQ SINF2
East Conidor Al Wall Plaster / Tile NQ SINF2
Classroom 103 | Calcium Biock Pipe Insulation 25LF T

Classroom 103 T Gray/Brown Floor Tile, 9"x9" . NG MINF1
Classroom 103 AG Wall Plaster NQ SINF2
Classroom 105 | Calcium Block Pipe Insulation 12 LF T

Classroom 105 T Gray/Brown Floor Tile, 9"xg" NQ MINF1
Classroom 105 AG Wall Plaster NQ SINF2

ASBIOH3S421,EnoreJrkigh AHERA Smas.ds PAGE 2 OF 14



Mentor Public Schools AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High School

Inspected by: : Survey Date(s):
CONDITION: G = Good; D = Damaged, SD = Significantly Damagad

Janitor's Supply Closet - 1st Floor .| Asbestos Vibration Isolators on Ductwork

Janitor's Supply Closet - 1st Floor P Brown Floor Tile ' NQ MANF1
Janitor's Supply Closet - 1st Floor AJ Ceiling Plaster NQ SINFZ
Guidance Office {109] AK 12"x12” Floor Tlle & mastic; Beige [NEW] NQ MNF1
Guidance Office [108] AG Wall Plaster NQ SINF2
Girs-Restroom Paper Sterage Reom ! Calcium Block Pipe insulation 22LF T
SE Boys Restroom Al Ceiling Plaster NQ SINF2
Janitor's Supply Claset F Gementitious Elbows and Joints  ~ 17 EA T
East Stairwsll 1 Calcium Biock Pipe Insulation 65 LF T
South Corridor Al Wall Plaster / Tile NG SINF2
Classreom 111 T Gray/Brown Fioor Tiie, 8"x8" NQ MINF1
Classroom 111 AG Wall Plaster NQ SINF2
112 [Metals)

113 {Woods]

1121113 Office

Classroom 114

114 Office

South Entry A Ceiling Plaster NQ SINF2
Kitchen | Calciem Block Pipe insulation BOLF T
Kitchen AF 12"x12" Floor Tiie & mastic; White T NQ MNE1
Kitchen AG Wall Plaster NQ SINF2

ASBIOHISA21, SharedHigh AHERA Gmos Xis PAGE 3 OF 14



Mentor Public Schools  AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High School

Inspected by: Survey Date(s).

CONDITION: G = Good; O = Damaged; SD = Significantly Damaged

K\'tchen ipe Chase ’ K Paper InsUlated Piping TOLF T
Kitchen Restroom AB Yellow Floor Tils, 98" - NQ M/NF1
Kitchen Restroom AG Wall Plaster NQ SINF2
Kitchen Restroom AJ Ceiling Plaster NQ SINF2
Cafeteria H Calcium Biock Pipe insulation S0LF T
Cafeteria Y White/Brown Floor Tile . NQ M/NF1
Cafeteria AG Wall Plaster NQ SINF2
Classroom 116 ! Calcium Block Pipe Insulation 24LF T
Classroom 116 AG Wall Plaster NQ SINFZ
Classroom 116 z Beige/Green Floor Tile NQ M/NF1
Cilassrcom 117 R Gray Floor Tile NO M/NF1
Classrcom 117 AG Wall Plaster NQ SINF2
Old-Concsesion Activilies Center | Calcium Block Pipe Insulation 221iF T
Old-Concession Activities Center AF 12'x12" Floor Tile & mastic, White NQ MINF1
Did-Coepeession Activities Center Al Caeiling Plaster NQ SINF2
Efectrical Room

Classroom 118 u Gray/Green Floor Tile NG M/NF1
Ctassroom 11¢ I Calcium Block Pipe Insulation 18 LF T
Classracm 118 AL Beige/Brown Floor Tile NQ - MINF1
WMedia Center [120] AK 42"%12" Floor Tile & mastic; Beige [NEW] NQ M/NF1

ASBOHA5421,ShoredriHigh, AHERA Bmos.ds PAGE 4 OF 14



Mentor Public Schools ' . AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High School

Inspected by: Survey Date(s):
CONDITION: G = Good; D =Damaged, SD = Significantly Damaged

Library 121 | Calcium Block Pipe Insuiation 20LF | T

Library 121 * [White/Black Floor Tile] Re-Tiled & Carpeted NQ M/NF1
Library 121 AG Wall Plaster NG SINF2
Janitor's Closet K Paper Insulated Piping : 201F T

Janitor's Closet AG Vinyl Tile HQ W/NF1
Janitor's Closet - ) AH Wall Plaster / CMU NQ SINF2
Janiter's Closet Pipe Chase K Paper Insutated Piping B0 LF T

Faculty W Lounge - st Floor [Rm 122] | Calcium Block Pipe Insulation 2040 LF T

Facuity W Lounge - 1st Floor [Rm 122] AG Wall Piaster NQ SINF2
Faculty W Loungs - 1st Ficor [Rm 122} AA White Floor Tile NG MM/NF1
Faculty Restroom v Green Floor Tile [under carpetingj NQ MUNF
Faculty Restroom AG Wall Plaster NQ SINF2
Faculty Restroom Al Ceiling Plaster NQ SMF2
Faculty Restroom AR White Floor Tile NQ MMNF1
West Corridor Al Wal! Plaster { Tle NQ SINF2
Classroom 123 AA White Floor Tile ' NQ M/NF1
Classrcom 123 AG Wall Plaster NQ SINF2Z
Classroom 125 v Green Floor Tile [under carpetingt NQ MNF4
Classrcom 124 R Gray Floor Tile . NQ MINF1

ASBIOHISA21, Shorerkioh AHERA Gmosxls PAGE 5 OF 14



ffentor Public Schools AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High School

Inspected by: Survey Date(s)i

CONDITION: G = Geod; T = Damaged; SD = Significantly Damaged

Classroom 127 i Caitium Block Pipe Insulation 20LF T
Classroom 127 AG Wall Plaster NQ S/NF2
Classroom 127 U GrayfGreen Floer Tie NQ M/NF1
Classrcom 126 . AG Wall Plaster NQ SINF2
Classroom 128 R Gray Floor Tile NQ MINF1
Classroom 126 - Closet | Calcium Bleck Pipe insutation - NQ T [ne access]
Art Classroom 128 | Calcium Block Pipe Insulation 22LF T
Art Classroom 128 w Green/Beige Floer Tile NQ M/NF1
Art Classroom 128 AG Wall Plaster NQ SINF2
Classrcom 129 u GrayiGreen Floor Tile NQ M/NF1
Classroom 128 AG Walt Plaster NQ SINF2
Classroom 130 R Gray Floor Tile NQ M/NF1
Classroom 130 AG Wall Plaster - NQ SINF2
Classraom 1371 F Cementitious Elbows and .Jeints . 8EA T
Classroom 131 AG Wall Fiaster- ) NG SINF2
Classroom 131 AK 12'%12" Floor Tile & mastic; Beige [NEW] NQ M/NF1
Classroom 132 F Cementitious Elbows and Joints B EA T
Classroom 132 Y White/Brown Floor Tile NQ M/NF1
Classroom 132 AG Wall Plaster NQ SINF2

ASBIOH35N21,ShareJrHigh AHERA Bmos xis . . PAGEGOF 14



Mentor Public Schools AHERA ASBESTOS §-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High School

Inspected by: Survey Date(s):
CONDITION: G = Good; D = Damaged; SD = Significantly Damaged

Clasmom 10 - | Calcium Block Pipe Insulation ) 14 LF T
Classroom 101 K Paper Insulated Piping 8LF T
Classroom 101 s Gray/Beige Fioor Tile NQ MINF1
Classroom 101 AG Wall Plaster NQ S/NF2
Classroom 102 | Calcium Block Pipe Insulation ] 14LF T
Classroom 102 T Gray/Brown Floor Tile, 9'%9" NQ M/NF1
Classroom 102 AG Walt Plaster NQ SINF2
Stage {on south gym] H Cementitious Binder en Fiberglass Ductwork 320 5F T
Stage [on south gym] 1 Calcium Block Pipe Insulation FOLF T
Stage [on south gym] J Paper Insulated Roof Draln Leaders 35LF T
Stage [on south gym} F Cementitious Elbows and Joints 11 EA ‘ T
South Gym (2nd) F Cementitious Elbows and Joints 3EA T
Girls Locker Reom Corridor F Cementitious Elbows and Joints 2EA T
Girls Locker Room Corridar - AF 12"%12" Fleor Tile & mastic; White NQ M/NF1
Girls |acker Room Corridor Al Ceiling Plaster NQ SINF2
Girls Shower Room Al Ceiling Plaster NQ SINF2Z
MNorth Gym L Cementitious Elbows on Roof Drain Leaders 4EA T
Boys Restroom Ad Ceiling Plastar NQ SINF2
Girls Restrcom

Boys Shower Rocom Ad Ceiling Plaster NQ SiINF2
P.E. Shower Room Al Ceiling Plaster NQ SINF2

ASBIOH35421 ShareirHigh AHERA Bmos.sls PAGE7OF 14



Mentor Pubtic Schools AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High School

inspected by: Survey Date(s):

CONDITION: G = Geod; D= Damaged; SD = Significantly Damaged

Band Room R Gray Floor Tile NQ WM/NF1
Music Practice Room AD Brown Vinyl Tile NQ M/NF1
Music Office AD Brown Vinyl Tile NQ MINF1
1st Floor Pipe Chase F Cementitious Elbows and Joints 40 EA T

ASBIOHASA Shoreditigh AHERA Bmos.xis PAGE 8 OF 14



Mentor Public Schools AHERA ASBESTOS B-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High School

Inspected by: Survey Datefs):
CONDITION: G = Good; D= Damaged; SD = Significantly Damaged

Classroom 201 . AK ) 12"x12" Floor Tile & mastic; Belge [NEW) NQ MINF1
Classrcom 201 AG Wall Plaster NQ SINF2
Classroom 207 Closet J Paper Insulated Roof Drain Leaders NQ T

Classroom 202 AK 12"x12" Floor Tile & mastic; Beige [NEWW] NQ M/NF1
Classroom 202 AG Wall Plaster NQ SINF2
Baok Storage 203 AG Wall Plaster ) NQ SINF2
Book Storage 203 AJ Ceiling Plaster NQ SINF2
Book Siorage 203 Q Brown/Beige Floor Tile NQ MINF1
Classrooms 203 & 205 fprior Classroom 205) AK 12"x12" Floor Tile & mastic; Beige [NEW] NQ M/NF1
Classrooms 203 & 205 [prior Classroom 205] AG Wall Plaster NQ SINF2
Faculiy-WorkRoeom Classroom 204 AK 12"x12" Floor Tile & mastic; Beige [NEW] NQ MINE1
FaculpWork-Roory Classroom 204 AG Wall Plaster NQ SINFz
Classrooms 204 & 206 [prior Classroom 206] AK 12"x12" Floor Tile & mastic; Beige [NEW)] NQ MINF1
Classrooms 204 & 206 [prior Classroom 208] AG Wall Plaster NQ S/NF2
Classroom 208 AK 12"x12" Floor Tile & mastic; Beige [NEW] NQ M/NF1
Classrocm 208 AG Wall Plaster NGO S/NF2
Classroom 207 AK 12"x12" Floor Tile & mastic; Beige [NEW] NQ MINF1
Classroom 207 K Paper Insulated Piping [CNL] T

Classroom 207 AG Wall Plaster NQ BINF2
Classroom 210 AK 12"x12" Floor Tile & mastic; Beige [NEW] NO © MINF1
Classroom 210 AG Wall Plaster NQ §/NF2

“ASBIOH35421,SharedrHigh AHERA Bmos. xls } PAGE 9 OF 14



Mentor Public Schools

Shore Junior High School

AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET

Inspected by:

Survey Date(s):

CONDITICN: G = Good; D = Damaged, 8D = Significantly Damaged

Classroom 208 AK 12"x12" Floor Tile & mastic) Beige [NEW]

NQ MMNF1
Classroom 209 AG Wall Piaster NQ SINF2
Classroom 209 Closet d Paper Insulated Roof Drain Leaders TLF T
Classroom 211 AK 12"12" Floor Tile & mastic; Beige [NEW)] NQ MINF1
Classroom 211 AG Wall Plaster NQ SINF2
SE Janitor's Closet AG Wall Plaster NG SINF2
SE Janitor's Closet Al Ceiling Plaster NQ SINF2
SE Janitor's Closet AM Transite Pipe NQ M/NF2
Classroom 212 AK 12'%12" Floor Tile & mastic; Beige [NEW] NO MINF1
Clagsroom 212 AG Wall Plaster NQ SINF2
Faculty Leunge AK 12"x12" Floor Tile & mastic; Beige [NEW)] NQ M/NF1
Faculty Lounge AG Wall Plaster NQ SINF2
Faculty Restroom AK 12"x12" Floor Tile & mastic; Beige [NEW] NQ MNF1
Faculty Restroom AG Wall Plaster NQ SINF2
Faculty Restroom TAJ Geiling Plaster NQ S/NF2
Classroom 214 Q Brown/Beige Floor Tile NG MINF4
Classroom 214 AG Walll Plaster NQ SINF2
Classroom 215 u Gray/Green Floor Tile N/A M/NF1
Classrcom 215 AG Wall Plaster NQ SINF2
Classroom 216 Q Brown/Beige Floor Tile NG MINFA
Classroom 216 AG Wiall Plaster NQ S/NF2

ASBIOH35421 ShorediHigh AHERA Bmos s
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Mentor Public Schools

Shore Junior High Schooi

AHERA ASBESTOS 8-MONTH PERIODIC SURVEILLANCE DATA SHEET

Inspecied by:

Survey Date(s):

CONDITICN: G = Good; D = Damaged; $D = Significantly Damaged

Classroom 217 v . Gren Floor Tile [nde carpeting] NG .'NF1
Classroom 217 AG Wall Flaster NQ SINF2
Book Storage - 217 v Green Floor Tike [under carpeting? NG MINFA
Book Storage - 217 AG Wall Plaster NQ SMNF2
Book Storage - 217 A Ceiling Plaster NQ SINF2
Classroom 218 U Gray/Green Floor Tile NQ M/NF4
Classroom 218 AG Wall Plaster NQ SINF2
Classroom 219 u Gray/Gresn Floor Tile NQ M/NF{
Classroom 219 AG Wall Plaster NQ SMF2
Classroom 220 W | Green/Beige Floor Tile NQ MNF1
Classroom 220 AG Wall Plaster NQ SINF2
Classroom 221 u Grayl!Green Floor Tile NQ MINF1
Classroom 221 AG Wall Plaster NQ SINF2
Classroom 222 (4] Beige & Brawn Floor Tile NQ M/NF1
Classroom 222 AG Wall Plaster NQ SINFZ
Classroom 223 u Gray/Green Floor Tile NQ M/NF1
Class_room 223 AG Wall Plaster NQ S/NF2
Janitor's Supply P Brown Floor Tile NQ M/NF1
Janitor's Gloset Al Celling Plaster NQ SINF2
Men's Restroom AJ Ceiling Plaster NQ SINFZ

ASBIOH35421 ShorarHigh AHERA Gmos xis
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Mentor Public Schools

Shore Junior High School

AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET

Inspected by:

Survey Date(s):

CONDITION: G = Good; D = Damaged, SD = Significanty Damaged

T.V. Stoge [prior om 22] AG Wall Plaster NG SINF2
Math/Computer/Media Room [Classroom 224] R Gray Floor Tile NQ M/NF1
Math/Computer/Media Room [Classroom 224) u Gray/Green Floor Tile NQ MI/NF1
Math/Computer/Media Room [Classroom 224] AG Wall Plaster NQ SMF2
Tutor Room 226 v Green Floor Tite [under carpsting] NQ MNFA
Tutor Room 226 AG Wall Plaster NQ SINF2
Titor Room 226 - Restroom v Green Floor Tile under carpeting] NQ MINF1
Tutor Room 226 - Restroom AG Wadl Plaster NQ S/NF2
Tutor Room 227 Q Srown/Beige Floor Tile NQ WI/NF§
- [ Tutor Room 227 AG Wall Plaster NQ SINF2
Tutor Room 227 Al Ceiling Plaster NQ SINF2
Classrooms 225 & 228 {prior Classroom 228] AK 12"x12" Fleor Tile & mastic; Belge [NEW] NG M/NF1
Classrooms 225 & 228 [prier Classroom 228} AG Wall Plaster NOQ SINF2
Classroom 228 N Transite Sinks 4 MINF2
Classroom 228 W Green/Beige Floor Tile NQ MINF1
Classroom 229 AG Wall Plaster NQ SINF2
Classroom 229 N Transite Sinks 3 M/NF2
Science Storage {Room 230] W Green/Bsige Floort Tile NQ M/NF1
Science Storage [Room 230] AG Wall Plaster NQ SINF2

ASBIDHI5421,SharedHigh,AHERA émps.xls
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Mentor Public Schools AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High Schooi

Inspected by; Survey Date(s).
CONDITION' G = Good; D = Damaged, $D = Significantly Damaged

Clacersem-231 Office y 231 Wall Plaster

Classroom 231 N Transite Sinks 4 M/NF2
Classroom 231 u Gray/Green Floor Tile . NQ M/NF1
Classreom 231 W Green/Beige Floor Tile NQ M/NF1
Classroom 232 N Transite Sinks 3 M/NF2
Classroom 232 AK 12"%12" Ficor Tile & mastic; Beige [NEW] NQ. MINF1
Classroom 232 AG Wall Plaster NQ S/NF2
Classroom 233 v Green Floor Tile {under carpeting] NQ M/NF1
Classroom 233 AG Wail Plaster NQ SINF2
Classroom 233 N Transite Sinks 3 MINF2
Classrooms 234 & 2386 [prior Classroom 234 AG Wall Plaster NQ SINF2
Classrooms 234 & 236 Iprior Classraom 234] Z Beige/Green Floot Tile NQ M/NF1
Classroom 234 N Transite Sinks 3 M/NF2
Classroom 234 W Green/Beige Floor Tile NQ M/NF1
Classroom 235 T Gray/Brown Floor Tile, 9"x8" NG MINF1
Classrocm 235 AG Wall Plaster NQ SINF2
2nd Floor Pipe Chase k Calcium Block Pipe Insuiation 60LF T
2nd Floor Pipe Chase K Paper Insulated Piping 8OLF | T

ASBIOH35421,ShoreJrHigh AHERA 8mas.ds PAGE 13 OF 14



Mentor Public Schools ' AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Shore Junior High School

- Inspected by: : Survey Date(s):

CONDITION: G = Good; D = Damaged; 85D = Significantly Damaged

Cnly rooms/areas w/ known/assumed ACMs listed. If suspect ACMs found/instalied in other areas, they should be noted here and in Plan for later
inclusion in Three-Year Reinspection and 6-mos forms.
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BUILDING MANAGEMENT PLAN



EAGROUP

Environmental Auslysis

id Management
4.0 ASSURANCE
4.1  Statement of Compliance
L /ZIL—/(. /41 A@m , the LEA Designated Person for Shore Junior

High School do hereby certify that to the best of my knowledge the School's responsibility as stated
in 40 CFR Part 763; and as summarized in this section, are being met as stipulated in the Asbestos
Hazard Emergency Response Act (AHERA).

Signature- LEA Designated Person

4.2 Trainihg
The required training for employees will be provided by Shore Junior High School.

e Shore Junior High School will ensure, prior to the implementation of the O&M program, that all
members of its maintenance and custodial staff who work in buildings that contain asbestos-
containing building materials receive asbestos awareness training of at least two hours whether
or not they are required to work with asbestos-containing building materials. New custodial and

maintenance employees will be trained within 60 days after commencement of employment.

e Shore Junior High Schoo! will ensure, prior to the implementation of the O&M pro gram, that all
members of its maintenance staff who conduct any activities that will result in the disturbance
of asbestos-containing building materials receive the training as described in the paragraph

above, plus fourteen additional hours of training.
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4.3
43.1

43.2

433

4.3.4

EA GROUP

. Envirenmental Analysis
and Mamsgement

WNotification

Shore Junior High School will ensure that all employees, workers, parent employee
organizations, building occupants and/or their legal guardians will be informed at least once
each school year about inspectidns, response actions and post response action activities,
including periodic reinspection and surveillance activities that are planned or in progress.
Notices to employees, building occupants, and/or their legal guardians will be distributed

annually.

Shore Junior High School will ensure that short-term workers (e.g. telephone repair workers,
utility workers, exterminators, etc.) who are likely to come in contact with asbestos-
containing building materials are provided information regarding the location of asbestos-
containing building materials, and materials assumed to contain asbestos in their intended
work areas. (Non-LEA employees should sign the Asbestos Inspection & Management Plan
acknowledging receipt of this information prior to the start of any work.)

Shore Junior High School will ensure that warning labels are posted in all routine

custodial/maintenance areas in accordance with 40 CFR Part 763.95.

Shore Junior High School will ensure that proper notification is given as to the existence of
their Asbestos Inspection & Managemeht Plan, as provided in 40 CFR Part 763.93(g). The
Asbestos Inspection & Management Plan will be available for public review in the school
office (for that particular school only), during normal business hours. If requested, copies of
the Asbestos Inspection & Management Plan will be submitted to the interested parties
within five working days from the date of request. The school will charge a reasonabie cost
to make copies.
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Environmental Analysis
and Management

4.4  Designated Person

Shore Junior High School will ensure that prior to the implementation of the Management
* Plan, the school's Designated Person receives adequate training to perform the duties assigned to
him/her under AHERA. Training will include the following five topics: 1) health effects of
asbestos; 2) detection, identification, and assessment of ACM; 3) options for controlling ACM; .4)

asbestos management programs; and, 5) relevant Federal and State regulations.

4.5 Conflict of Interest

Shore Junior High School will address the possible conflicts of interest which could result
between parties providing services to the school when assisting with AHERA compliance.

The following possible conflicts will be considered:

¢ The asbestos consulting company hired by the school to assure compliance with the
AHERA regulations should be independent of the contractor hired to perform abatement
activities. '

e Air sample analyses as required by AHERA to determine abatement completion will be
performed independently of the company and/or persons providing the abatement

services.
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50 SCHOOLLIST

This Asbestos Inspection & Management Plan applies to those buildings used in the daily

operation of the following school:

® Shore Junior High School
5670 Hopkins Road
Mentor, Ohio

The following categories of ACM are present in the building(s) of Shore Junior High
School:

Yes No
Friable ACM X
Friable Assumed ACM X
Non-Friable ACM X
Non-Friable Assumed ACM X

The complete inventory of suspected ACM identified in the Shore Junior High School facilities is
presented in Table 3-1 of the inspection report. The inspection report is presented in Part ] of this

document.

-16 -
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6.0 RECORDKEEPING

Available records related to preventive measures, response actions, employee training,
cleaning, fiber release episodes, or operations and maintenance activities conducted prior to the
2010 inspection have been incorporated into the updated AHERA Asbestos Inspection &
Management Plan. Documentation related to any future asbestos activities, including preventive
measures, response actions, employee training, cleaning, fiber release episodes, or operations and

maintenance activities conducted after the initial survey, will be kept in or filed with this Plan.
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7.0 CURRENT INSPECTION

The complete inventory of suspect asbestos-containing building materials identified during
the development of the 2010 Asbestos Inspection and Management Plan for Shore Junior High

School is presented in Part I (Sections 1 to 3) of this document.

-18 -
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8.0 LEA DESIGNATED PERSON

The person designated by Shore Junior High School to ensure that Section 763.84 of the
AHERA regulation (40 CFR Part 763) is properly implemented will be:

Name: -'- “K /é-a ferr_

Address: ( b ) ( 6 )
Telephone:
Course Name LgD ﬁ es {j s aTeol é@;/ﬂfi o o)

Course Location: 5‘46 7 Ciate
Course Dates: 3 / Q_Q/_L‘i and __ /

A Designated Person/O&M Worker Training course was designed to train persons to serve
as the school's Designated Person as well as perform maintenance duties which may disturb

asbestos-containing building materials. This course provided an in-depth discussion of the
following topics.

e Health effects associated with asbestos exposure.

e Detection, identification, and assessment of ACM.

e Options for controlling ACM.

e Relevant Federal and State regulations (including those specified in AHERA).
e Information regarding asbestos and its various uses and forms,

e Locations of ACM identified throughout each building in which they work.

¢ Recognition of damage, deterioration, and delamination of ACM.

e The location and availability of the management plan.

e Descriptions of the proper methods of handling of ACM.

e Information on the use of respiratory protection (as specified in AHERA).

¢ Hands-on trains in the use of respiratory protection, other personal protection measures, and
good work practices.
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RESPONSE

ACTIONS
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RESPONSE ACTION 1

MATERIAL TYPE

Damaged or significantly damaged thermal system insulation (TSI) ACM.
RESPONSE ACTION

1. Atleast repair the damaged area.

2.  Remove the damaged material if it is not feasible, due to technological factors, to repair the
damage.

3. Maintain all thermal system insulation ACM and its covering in an intact state and undamaged
condition

Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-

scale, short duration repairs, shall be designed and conducted by persons accredited to design and

conduct response actions. All response action activities shall be performed by individuals with the

appropriate level of training and expertise to conform with AHERA requirements.
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RESPONSE ACTION 2

MATERIAL TYPE
Damaged friable surfacing ACM or damaged friable miscellaneous ACM
RESPONSE ACTION

Can select from the following response actions:
Encapsulation
Enclosure
Removal

Repair

Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-
scale, short duration repairs, shall be designed and conducted by persons accredited to design and
conduct response actions. All response action activities shall be performed by individuals with the

appropriate level of training and expertise to conform with AHERA requirements.
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RESPONSE ACTION 3

MATERIAL TYPE

Significantly damaged friable surfacing ACM or significantly damaged friable miscellaneous ACM

- RESPONSE ACTION

1. Immediately isolate the functional space and restrict access, unless isolation is not necessary to
protect human health and the environment.

2. Remove the material in the functional space or, depending upon whether enclosure or
encapsulation would be sufficient to protect human health and the environment, enclose or
encapsulate.

Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-

scale, short duration repairs, shall be designed and conducted by persons accredited to design and

conduct response actions. All response action activities shall be performed by individuals with the

appropriate level of training and expertise to conform with AHERA requirements.
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RESPONSE ACTION 4

 MATERIAL TYPE

Friable surfacing ACM, thermal system insulation ACM, or friable miscellancous ACM that is in

good condition but has petertial for damage

RESPONSE ACTION
At least implement an operations and maintenance (O&M) program:

Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-
scale, short duration repairs, shall be designed and conducted by persons accredited to design and
conduct response actions. All response action activities shall be performed by individuals with the

appropriate level of training and expertise to conform with AHERA requirements.
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RESPONSE ACTION 5

MATERIAL TYPE

Friable surfacing ACM, thermal system insulation ACM, or friable miscellaneous ACM that is in

good condition but has pofential for significant damage

RESPONSE ACTION

1. Implement an O&M program

2. Institute preventive measures to eliminate the reasonable likelihood that the ACM or its
covering will become significantly damaged, deteriorated, or delaminated.

3. Remove the material as soon as possible if appropriate preventive measures cannot be
effectively implemented, or unless other response actions are determined to protect human
health and the environment. Immediately isolate the area and restrict access if necessary to
avoid an imminent and substantial endangerment to human health and the environment.

Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-

scale, short duration repairs, shall be designed and conducted by persons accredited to design and

conduct response actions,
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9.0 LEA ASSURANCE OF ACCREDITATION

Shore Junior High School will use only EPA accredited persons for AIIERA related
activities including inspections, management planning, response action design and implementation,
- O&M or response action procedures greater than small scale short duration, and periodic (3 year)

reinspections.

Shore Junior High School may use unaccredited two-day trained personnel to perform
small-scale, short-duration operations as defined in Appendix B to Subpart E of the Asbestos
Hazard Emergency Response Act (AHERA). However, any scope of work greater than that
described in Appendix B to Subpart E must be designed and conducted by accredited personnel.

Shore Junior High School may use unaccredited two-day trained personnel for the repair of
damage caused by minor fiber release episodes (the falling or dislodging of 3 square or linear feet
or less of friable ACM). However, accredited personnel must and will be used to design and
conduct response actions for any major fiber release episode (the falling or dislodging of more than
3 square or linear feet of friable ACM) (769.91f). '

LEA Designated Person Z; et ',ka [wot
: ' o
Signature ﬁ ’_’_,,_‘////"“—_‘"""

Date

The accreditation documents for the personnet used to develop this Asbestos Inspection &
Management Plan are enclosed. Those persons used for other asbestos services at Shore Junior
High School will submit their certificates of accreditation to the school. These certificates will be

maintained in the asbestos Inspection/ Management Plan file.
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For each preventive measure and response action taken after April 2010, the following’

information will be documented and maintained in the school file. -

I. Detailed description of the action

a) Methods used

b) Location of measure or action

c¢) Start and completion date

d) Names and addresses of all Contractors involved
e) Accreditation agency (State and EPA approved)
f) Accreditation number '

g) Storage and disposal site if ACM was removed

I. The name and signature of any person collecting Final Clearance Air samples.
181, Information about air samples:

a) Date of collection ,

b) Name and address of laboratory analyzing samples
¢) Date of analysis

d) Resuits of analysis

e) Method of analysis

f) Name and signature of person performing analysis
g) Laboratory accreditation statement

=27 -
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10.0 ACM REMAINING FOLLOWING INITTAL RESPONSE ACTIONS

Most of the asbestos-containing building materials identified in Shore Junior High School
and described in Table 3-1 of the inspection report are in good condition and in a non-friable state,
and no initial response actions are required [ANY EXCEPTIONS ARE NOTED ON THE
ASBESTOS INSPECTION DATA SHEET FORMS IN APPENDIX C AND SHOULD BE
ADDRESSED AS APPROPRIATE]. As ACM is removed during response actions, O&M, or
small-scale short-duration activities, inventory sheets shall be updated and documentation

associated with these activities shall be kept on file in an organized fashion.
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1.0 REINSPECTION SCHEDULE

Shore Junior High School will visually reinspect all areas identified in the Asbestos
Inspection & Management Plan as asbeétos~containing, and will document any "change in
condition” every six (6) months. The person performing the surveillance will be required to record
the date of surveillance, his/her name, and any changes in the material's condition. The surveillance
reports must be submitted to LEA Designated Person, and be included as a part of the records in the
current Asbestos Inspection & Management Plan.

Reinspections will be conducted every three (3) years by an EPA-accredited Inspector
(Asbestos Hazard Evaluation Specialist). The reinspection will assess any changes in the physical
appearance of the asbestos-containing building material, and will serve as the new asbestos

inspection.

Documentation of six (6)-month periodic surveillance inspections and three (3)-year
reinspections will be maintained in the school office Asbestos Inspection & Management Plan file.
At a minimum, the documentation will include the name and date of the surveillance/reinspection,
any changes in the material condition noted, and recommended response actions to correct the

damaged materials noted.
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12,0 O&M PROGRAM

Shore Junior High School will implement an operations, maintenance, and repair (Q&M)
program per 40 CFR. 763.91 for all known and assumed friable asbestos-containing building
materials. Materials identitied as non-friable will be treated as friable if the material becomes

friable during future building or maintenance operations.

The O&M Program can be implemented through the school's maintenance and custodial
staff and/or an accredited asbestos abatement contractor. The Q&M program will include training,

cleaning, work practices, periodic inspections, and fiber release episode reporting.

The O&M Program is designed to accomplish the following:

1) To clean up asbestos fibers previously released.

2) To prevent future releases by minimizing disturbance or damage to asbestos-containing
building materials.

3) To monitor the condition of asbestos-containing building materials. The O&M
Program should be established for this building and should continue until all such
materials have been removed.

The primary elements of an O&M Program are as follows:

1} Documenting the exact location and condition of asbestos-containing building
materials. This Asbestos Inspection & Management Plan provides this documentation.

2) Training of all maintenance and custodial personnel in special work practices to be
applied when handling or working around ACM.

3) Ifnecessary, performing an initial cleaning of all building areas near friable ACM. Wet
cleaning and HEPA-filtered vacuum techniques should be used.

4) Re-inspecting all ACM and re-assessing the condition of these materials periodically as
specified in the management plan for this building.

All O&M activities will be reported on standardized forms. The form to be completed will
vary if the O&M activity is performed by properly trained in-house school personnel or by a

licensed asbestos abatement contractor. Records of each O&M activity will be maintained in the
school's asbestos file.
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The following information about O&M small-scale, short duration maintenance activities

performed after April 2010 will be documented and maintained in the school file:

121

¢ Name of each person performing the operation

¢ Start and completion date of activity

¢ Location where activity occurred

e  Description of the activity, including preventive measures used

¢ [f ACM was removed, the name and location of the storage or disposal site.

O&M Work Practices

Shore Junior High School will ensure that the following work practices are used when

performing operations and maintenance (O&M) activities involving small scale ACM abatement:

1y
2)
3)
4)
5)
6)

7

Restrict entry to the work area of persons other than those necessary to perform the

maintenance project. This will be done by physically isolating the area or by scheduling of
personnel.

Post signs to prevent entry by unauthorized persons.

Restrict sources of air movement, including shutting off the air handling system or temporarily
modifying air supply diffuser and returns. '

Use work practices or other control methods, such as wet methods, protective clothing, HEPA

vacuums, mini-enclosures and glove bags, for cleaning the work area and to inhibit the spread
of any released asbestos fibers.

Wet clean all fixtures, components and horizontal surfaces in the immediate area of concern.

Place ACM debris and cleaning materials in a sealed and leak-tight container, properly labeled
with an affixed asbestos warning tag.

Prior to initiation of work, submit an asbestos Work Permit for repairs which involve the
disturbance of ACM or assumed ACM. A copy of the permit is attached. The permits are to
be submitted to the Designated Person of the LEA, who will review the permit, physically
inspect the area, and issue or deny the work permit.
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Small scale asbestos O&M work may be performed by trained (16-hour) in-house
maintenance personnel or by accredited .asbestos abatement contractors. Major repair or removal
will always be conducted by accredited asbestos contractors who will observe all laws and
regulations and AHERA. O&M small-scale, short duration maintenance activities are tasks such as,
but not limited to: |

a. Removal of asbestos-containing insulation on pipes.

b. Removal of small quantities of asbestos-containing insulation on beams or above ceilings.
¢. Replacement of an asbestos-containing gasket on a valve.

d. Installation or removal of a small section of drywall.

e. Installation of electrical conduits through or proximate to ACM.

f. Removal of small quantities of ACM only if required in the performance of another

maintenance activity not intended as asbestos abatement.

g. Removal of asbestos-containing thermal system insulation not to exceed amounts greater
than those which can be contained in a single glove bag.

h. Minor repairs to damaged thermal system insulation which does not require removal.
i. Repairs to or drilling into asbestos-containing waltboard or plaster.

j. Repairs involving encapsulation, enclosure, or removal, to small amounts of friable ACM
only if required in the performance of emergency or routine maintenance activity and not
intended solely as asbestos abatement. Such work may not exceed amounts greater than
those which can be contained in a single prefabricated mini-enclosure. Such an enclosure
shall conform spatially and geometrically to the localized work area, in order to perform its
intended containment function. '
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OPERATIONS AND MAINTENANCE (O&M) ASBESTOS WORK PERMIT

. (in-house asbestos work)
(SCHOOLS MUST COMPLETE THIS FORM EACH TIME THEIR EMPLOYEE WORKS WITH ASBESTOS)

1) TYPE OF ASBESTOS WORK ACTIVITY:
CLEAN  REPAIR ___ REMOVE___ ENCAPSULATE___ ENCLOSE  ISOLATE

2) AMOUNT OF MATERIAL TO BE DISTURBED:

Less than three ( 3) square or three (3) linear feet.
Small Scale Repair (individual repairs each less than (3) square or linear feet)

Cleaning
3) EMPLOYEES NAME:
(THE PERSON DOING THE WORK) ( PRINT)
4) SUPERVISORS NAME:
(DESIGNATED PERSON ) (PRINT)
5) DATE & TIME OF THE WORK: DATE: _ / /  TIME: FROM TO
6) LOCATION: SCHOOL NAME - BUILDING
o ADDRESS
BASEMENT GROUND FLOOR IND IRD 4TH
CLASSROOM # ) STAIRWELL LIBRARY HALLWAY
CAFETERIA KITCHEN AUDITORTUM LOUNGE
GYMNASIUM LOCKER RM.(B) LOCKER RM.(G) OFFICE
MUSIC RM . LAVATORY (B) LAVATORY (G) CUSTODIALRM ___
TUNNEL BOILER RM . STORAGE RM . OTHER
7y WORK METHODS: WET METHOD HEPA VACUUM GLOVEBAG
CONTAINMENT RESTRICTED ACCESS POSTED SIGNS
SHUT DOWN OR MODIFIED HEATING AND VENTILATING SYSTEM
8) TYPE OF MATERIAL: Thermal Surfacing Miscellancous
(pipe, boiler, ete.) (sprayed/troweled) (floor tile, ceiling tile, etc.)

9) WORK DESCRIPTION AND RATIONALE:

10) WASTE STORAGE OR DISPOSAL SITE:

11) TRAINING: (there must be a yes answer to these questions to approve work)
Employee has received asbestos training (2hr Awareness and 14hr O&M)?
Employee has had 2n OSHA ashestos medical exam during the last year?
Empleyee was provided all necessary equipment to werk with asbestos?

12) WORK PERMIT APPROVED: (ves) (no)

SIGNATURE DATE /|
(SUPERVISOR /DESIGNATED PERSON)




CONTRACTED ASBESTOS ABATEMENT PROJECT WORK PERMIT

{Schools must complete this form for each contracted asbestos project)

SCHOOL NAME BUILDING NAME
ADDRESS
1) TYPE OF ACTIVITY: ' '
CLEAN __ REPAIR __ REMOVE___ ENCAPSULATE __ ENCLOSE___ ISOLATE
2) AMOUNT OF MATERIAL BISTURBED: TOTAL FOOTAGE: - Sq.Ft/La. Ft
Less than { 3) square or (3) linear feet, Greater than (3) square or (3) lincar feet.
3) CONTRACTOR: NAME
ADDRESS
4) CONTRACTOR'S ASBESTOS LICENSE # EXPIRATIONDATE __ 7/ /
5) DATE OF THE WORK ACTIVITY: START __ / [/ STOP__ / /[
6) EPA NOTIFICATION COMPLETE ODH NCGTIFICATION COMPLETE
(yes) (yes)
7) LOCATION: BASEMENT _ GROUND FLOOR IND__ 3RD___ 4TH
CLASSROOM # ) STAIRWELL LIBRARY HALLWAY
CAFETERIA KITCHEN AUDITORIUM LOUNGE
GYMNASIUM LOCKER RM.(B) LOCKER RM.(G) OFFICE
MUSIC RM . LAVATORY (B) LAVATORY (G) CUSTODIALRM .
TUNNEL BOILER RM . STORAGE RM . OTHER
8) CONTRACTOR'S PROJECT SUPERVISOR: ODH#

9) CONTRACTOR'S PROJECT WORKERS (ALL):

18) WORK METHODS: WET METHOD HEPA VACUUM GLOVEBAG
CONTAINMENT RESTRICTED ACCESS POSTED SIGNS
SHUT DOWN OR MODIFIED HEATING AND VENTILATING SYSTEM

11) TYPE OF MATERIAL: Thermal Surfacing Miscellaneous
(pipe, boiler, ete.) (sprayed/troweled) " {floor tile, ceiling tile, etc.)
12) WORK DESCRIPTION AND RATIONALE:

13) FINAL CLEARANCE AIR SAMPLING AND VISUAL INSPECTION:
Person performing final visual inspection:
Visual inspection date: __ / [/

(final clearance air samples are required for projects greater than 3 feef)
Laboratory (zame & address)

Person that collected the samples:

Sample collection date:  /  / Sample analysis date  / _/
SAMPLETYPE: PCM_ TEM_  Method NIOSH 7400 AGGRESSIVE
Sample Results: 1} 2) 3) 4) 5)

14) WASTE DISPOSAL SITE

SIGNATURE DATE __/ [

(School's Designated Person )



Contracted Asbestos Abatement Project Date _ [/ /

(PAPERWORK CHECKLIST) -
SCHOOL NAME BUILDING NAME
ADDRESS

(The school must obtain a copy of the following items from the contractor or laboratory and keep them on file for each
and every contracted asbestos project.) : '

CONTRACTOR

1) Contracior's Liability Insurance

2) - Performance Bond (if required)

3) Contractor's Worker Compensation Certificate
4) Contractor's Asbestos Abatement License

5) Ohio Department of Health Notification

6) EPA Notiﬁcation (NESHAP)

7)  Affidavit of Contractor

8) Waste Transport Manifests

9) Landfill Disposal Papers

10) Workers' Training Certificates
(for each and every worker and supervisor)

11) Workers' Medical Papers
(for each and every worker and supervisor)

12) Workers' Safety and Health Agreement Forms
(for each and every worker and supervisor)

13) Contractor's Work-site Entry and Exit Log
14) Coniractor's Progress Reports (daily)
15} Contractor's OSHA Air Sampling Reports

16) Certification of Fina} Visual Inspection
{This form should include: The location and date of
final visual inspection, and signatures of the
coniractor and laboratory that performed it.

LABORATORY

17) Independent Clearance Air Sample Reports {applies to all Response Actions)
{The school must use an independent Eaboratory, Do not allow the contractor to hire this lab. The school must hire
and pay for the lab. You must have 2 minimum of FIVE (5) samples each less than 0.01 fibers per cubic centimeter.
{This report will come from the lab and must include: The sample resulis; the dates of collection and analysis; the signatures of
the persons that performed sample collection and sample analysis; and the locations of the sampling pumps).

18} Independent Daily Air Monitoring Reports



CERTIFICATION OF VISUAL INSPECTION

SCHOOL NAME
ADDRESS

WORK AREA LOCATION

CONTRACTOR'S CERTIFICATION

In accordance with ali federal, state and local laws, regulations, codes, standards and requirements and any more
stringent criteria agreed upon, the contractor hereby certifies that they have visually inspected the work area (all

surfaces including pipes, beams, ledges, walls, ceiling and floor, Decontamination Unit, sheet plastic, etc.) and have
found no dust, debris or residue.

by (Signature) Date [/ {

{Print Name)

(Print Title)

INDEPENDENT PROFESSIONAL ATR SAMPLING LABORATORY'S CERTIFICATION

The Independent Professional Air Sampling Laboratory hereby certifies that they have accompanied the contractor on a
visual inspection and verifies that this inspection has been thorough and to the best of their knowledge and belief, the
contractor's certification above is a true and honest one.

by {Signature) Date [/ /

{Print Name)

(Print Title)




Employee's Name: - Soc. Sec. No.
Employer: .
Employee's Training Classification:

I

SAFETY AND HEALTH AGREEMENT FORM

(this form or equivalent)

, understand that the work
{ employee )
project at:
{the "Project™) scheduled to begin involves the abatement

{month) (year)

of asbestos-containing material and that asbestos is a hazardous substance. Additionally, I understand that my
employer has agreed to supply all the necessary medical monitoring services, training, personal protective equipment
and working conditions necessary to protect my health and safety during my employment on the "Project".

Specifically, 1 represent to

{school)

that I have received the necessary safety and health services, as required by Federal, State, local law, prior to my
commencement of work at the "Project” including but not limited to the following safety and health services:

I

A free physical examination in the past year by a physician, and a printed copy of the ashestos
Medical Surveillance Program.

Training in the following subjects:

(a) History, properties and nses of asbestos; (1) Recognition of ashestos, including its physical
characteristics; (c) Health hazards, including the relationships between asbestos exposure, smoking,
and disease; (d) Worker protection, including respirator protection, protective clothing, safety
equipment, air monitoring, medical surveillance, and personal hygiene; (e} A detailed description of
respirators and their use and care, including the degree of protection afforded, fitting and testing
procedures, and maintenance and cleaning; (f) Work practices including area preparation,
decontamination and waste disposal; (g) Worker right of access to medical records and records
required to be maintained by employer; (h) Requirements, procedures, and standards estabiished by
40 CFR Part 763, and appropriate state, local and Board statutes and regulations;

Personal instruction and training on the proper use and fit testing of respirators and instruction on the
limitations of their use and a written handout describing the purpose and standard operating
procedures for the selection, use, care, and inspection of respirators,

I further represent that [ will comply with all Federal, State and local laws and regulations pertaining to the
safety and health procedures affecting my work activities on the "Project”.

Sign:

Date Sign: Date

Employee Employer
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12.2 Training

All the maintenance and custodial staff of Shore Junior High School will receive a two-hour

training session on asbestos awareness prior to implementation of the Q&M provisions of the
management plan (40 CFR 763.92). New employees will be trained within sixty days after

employment. Documentation of personnel training will include at minimum the name; date of

training, location of training, and the number of training hours completed.

Two-hour training will include the following:

1)
2)
3)
4)
3)
6)

Information on asbestos uses and occurrence.

Information on the health effects of asbestos exposure.

Locations of ACM identified in the building.

Information to recognize damage, deterioration and delamination of ACM.
Name, telephone number and location of the LEA designated person.

Location and availability of the AHERA Inspection - Management Plan.

All the maintenance staff of Shore Junior High School will receive 14 additional hours of

training if in the performance of their duties they are likely to disturb asbestos-containing building

materials. Documentation of this training will be as described in the paragraph above.

‘The additional 14-hour training will include the following:

1y
2)

3)

4)

3)

Description of the proper handling of ACM.

Information on the use of respiratory equipment as contained in the EPA/NIOSH Guide to
Respiratory Protection for the Asbestos Abatement Industry.

The provisions of 40 CFR part 763.92 and Appendices A, B, C, and D of Subpart E, 40 CFR

part 763, Subpart G, and in 40 CFR, Part 6, Subpart M, and OSHA regulations contained in 20
CF 1926.58.

Hands-on training in the use of respiratory protection, other personnel protective measures, and
good work practices.

Hands-on training in the use of glove-bags and other specialized tools and equipment of the
trade to address the ACM at the school.
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12.3 Minor Fiber Release Episode

Using propetly trained personnel, Shore Junior High School will ensure that the procedures
described below are followed in the event of a minor fiber release episode (i.e., the falling or

dislodging of 3 square or linear feet or less of a friable ACM):

1) Thoroughly saturate the debris using wet methods.
2) Clean the area, using wet methods and HEPA vacuuming.
3) Place the asbestos debris in a sealed, leak tight container, and affix warning tag.

4) Repair the area of damaged ACM with materials such as asbestos-free spackling, cement,
plaster, re-wettable cloth, or insulation, or seal with an approved encapsulant or latex paint.

12.4 Major Fiber Release Episode

Shore Junior High School will ensure that the proéedures described below are followed in
the event of a major fiber release episode (i.e., the falling or dislodging of more than 3 square or
linear feet of friable ACM).

1) Restrict entry into the area and post signs to prevent entry into the area by persons other than
those necessary to perform the response action.

2) Shut off or temporarily modify the air handling system to prevent the distribution of fibers to
other areas in the building.

3) The response action for major fiber release episodes will be designed by persons accredited to
design response actions and conducted by persons accredited to conduct response actions.

When a major asbestos activity is performed, the following must be documented and

maintained in the school file:

¢  Name, signature, state of accreditation, certificate number of each person performing the
activity. :

e  Start and completion date of the activity.
¢  Location where activity occurred.
¢ A description of the activity, including preventive measure used.

e If ACM was removed, the name and location of storage disposal sites.
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For cach fiber release episode the LEA must document and maintain in the school office file
the following:

e  Date and location of the episode.
»  Method of repair, preventive measures taken, or response actions taken.
® Name of ecach person performing the work.

® The name and location of the storage and disposal site, if ACM is removed.
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ASBESTOS FIBER RELEASE EPISODE DATE / / _
(ACCIDENTAL OR UNCONTROLLED )

1) AMOUNT OF MATERIAL INVOLVED:

__ Less than three ( 3) square or three (3) linear feet. ( MINOR )
—... Greater than three (3) square or three (3) linear feet. ( MATOR.) .
' (EPISODES INVOLVING MORE THAN THREE (3) SQUARE OR THREE LINEAR FEET MAY NOT BE
RESPONDED TO BY 16 HR. 0&M TRAINED PERSONNEL )

2) DATE AND TIME OF EPISODE:

DATE: _ / [
TIME:
3) LOCATION: SCHOOL NAME BUILDING NAME
ADDRESS
BASEMENT GROUND FLOOR 2ND 3RD 4TH
CLASSROOM # ) STAIRWELL LIBRARY HALLWAY
CAFETERIA KITCHEN AUDITORIUM LOUNGE
GYMNASIUM LOCKER RM.(B) LOCKER RM.(G) OFFICE
MUSIC RM . LAVATORY (B) LAVATORY (G) CUSTODIALRM .
TUNNEL BOILER RM . STORAGE RM . OTHER
4) TYPE OF MATERIAL.:
Thermal Surfacing Miscellaneous
(pipe, boiler, etc.) (sprayed or troweled) (floor tile, ceiling tile, etc.)

5) EPISODE DESCRIPTION AND RATIONALE:

6) EPISODE RESPONSE:
Evacuated Area . Sealed Off Area Restricted Access
Posted Signs Shut Down or Modified Ventilation Systems (heat, AC, etc.)
TYISSUED WORK PERMIT: O&M Contractor
(If the episode involves more than three (3) feet of material, a
certified asbestos contractor must be used.)
SIGNATURE DATE_ / /|
(DESIGNATED PERSON)
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13.0 NOTIFICATION

School Employees
Building Occupants or Their Legal Guardians
Parent, Teacher, Employee Organization

All school employees, workers, building occupants or their legal guardians and parent,
teacher, and employee organizations will be informed at least once each school year concerning the
availability of the Asbestos Inspection & Management Plan, the location and times for its review,
inspection, response actions, and post-response action activities, including periodic reinspections
~ and surveillance activities that are planned or in progress. Yearly notices must be sent even if there

is no evidence of asbestos in the building.

This information will be distributed in the form of a letter and a dated copy letter will be
kept in the Asbestos Inspection & Management Plan file.

Contractors/Short Term Workers

All contractors and short-term workers who may come in contact with asbestos in the
school, such as telephone repair workers, utility workers and such, will be informed of the locations

of the ACM or assumed ACM in the building prior to commencement of work activities.

The contractor or short-term worker will be required to review a copy of the Asbestos
Inspection & Management Plan, (specifically Table 3-1) relating to their proposed work activities.
Prior to commencement of work, the contractor or short-term worker will be required to verify their

review and understanding by signing the Asbestos Inspection & Management Plan.
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140 COMMUNICATION PLAN

The following sample letter, or some similar letter, will be distributed by Shore Junior High
School once cach year, and a dated copy will be maintained on file. Additionally, Shore Junior
High School will attach to this letter a list of the asbestos abatement projects, if any, that the school
undertook in the past year; and a list of the asbestos abatement projects, if any, planned for the near
future. This letter provides information about the aVailability of the Asbestos Inspection &
Management Plan, the location and times for its review, inspections, response actions, and post-
response action activities, including periodic reinspections and surveillance activities that are
planned or in progress. A yearly notice will be sent even if there is no evidence of asbestos in the

building.

The following is an example of the letter that can be completed and distributed.
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To: Employees, Parents, Parent & Teacher Organizations, Building Occupants or their Legal
Guardians

From: Shore Junior High School
Subj: Asbestos Inspection & Management Plan
Date:  / /

Dear Sir/Madam,

Federal law required all schools to inspect their buildings for ACM and to develop
Management Plans for those materials found. Our school contracted EA Group to conduct an

Asbestos Inspection and to develop an Asbestos Management Plan.

The Asbestos Ihspection & Management Plan is available for your review, by appointment,
during our regular business hours. If you wish to see the report, please contact the school office for
an appointment. All appointment requests will be honored within five (5) working days of their
receipt. A written copy of the Asbestos Inspection & Management Plan can be made available

upon written request, for the cost of reproduction.

Our school's maintenance and custodial staff has received specialized asbestos training and
will visually survey the school's asbestos-containing building materials every six (6) months.
Furthermore, a complete re-inspection by an EPA accredited inspector will occur every three (3)

vears. Copies of these inspections can also be made available for your review.

If our school requires an asbestos abatement larger than small scale short duration, only an
EPA accredited asbestos contractor will be used. Attached, you will find a list of the asbestos
abatement projects, if any, that our school undertook this past year, and a list of the asbestos

abatement projects, if any, planned for the near future.

Please be assured that we are concerned with your safety and will make every effort to

comply with all laws and regulations pertaining to asbestos.

Sincerely,

School Administrator
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150 RESOURCE EVALUATION

Shore Junior High School will budget in a timely manner the necessary resources to
complete any recommended response actions sufficiently to protect human health and environment
as required by the Asbestos Hazard Emergency Response Act (40 CFR Part 763.93).
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16.0 MANAGEMENT PLAN CONTRIBUTIONS

The following accredited individual contributed to the development of the Asbestos
Inspection & Management Plan for Shore Junior High School. The certificate for this person
follows.

Name: Catherine Baney

d)ﬂbl}u i@m, Date 04 / 06 / 10

Signature

Accreditation Course Name: Asbestos Building Inspector /
Asbestos Management Planner

Training:
Initial Training: Training Services International
Cleveland, Ohio
Certificate Numbers: BI- - 4TSI 150461i
MP- 4 TSI 15065 mpi
Refresher Training: Training Services International
Certificate Numbers: BI- 10 TST 33931 ir

MP- 10 TSI 33932 mpr

State AHES Number: 34423
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17.0 COMPLIANCE TO GENERAL RESPONSIBILITIES

AHERA ASBESTOS HAZARD EMERGENCY RESPONSE ACT

LLOCAL EDUCATION AGENCY
Shore Junior High Schoot

SPECIAL PROVISION
CERTIFICATION
763.931

COMPLIANCE TO GENERAL RESPONSIBILITIES:
T hereby certify that this Local Educational Agency (LEA)

Mentor Public Schools
[District Name]

has complied with U.S. Environmental Protection Agency regulation 40 CFR 763, Subpait E; has completed the

required inspections, prepared their asbestos management plan; and have met the general requirements of this
regulation.

The above statement is true and correct to the best of my knowledge:

by on
(SIGNATURE OF LEA DESIGNATED PERSON)

TYPED NAME

TITLE
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18.0  GLOSSARY

Asbestos - the asbestiform varicties of: chrysotile, crocidolite, amosite, anthophyllite, tremolite, and
actinolite.

Asbestos-Containing Material (ACM) - any material or product containing more than one (1)
percent asbestos.

Condition of Surfacing and Miscellanecus Material:
A. Poor Condition (equivalent to "significantly damaged'™)

Material with one or more of the following characteristics:

1. Surface crumbling or blistering over at least one tenth of the surface if the damage is
evenly distributed (one quarter if damage is localized).

2. Large areas of material hanging from the surface, delaminating, or showing adhesive
failure.

3. Water stains, gouges, or mars over at least one tenth of the surface if the damage is
evenly distributed (one quarter if the damage is localized)

Accumulation of powder, dust, or debris similar in appearance to the suspect material on
surfaces beneath the material can be used as confirmatory evidence.

B. Fair Condition (equivalent to "damaged')

Material with the following characteristics:

1. The surface crumbling, blistered, water-stained, gouged, marred or otherwise abraded
over less than one tenth of the surface if the damage is evenly distributed (one quarter
if the damage is localized).

Accumulation of powder, dust, or debris similar in appearance to the suspect material on
surfaces beneath the material can be used as confirmatory evidence.

C. Good Condition

Material with no visible damage or deterioration, or very limited damage or deterioration.
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Condition of Thermal System Insulation:

A. Poor Condition (equivalent to "significant damage")

Material with one or more of the following characteristics:
1. Mostly missing jacket

2. Crushed, heavily gouged or punctured insulation on at least one tenth of pipe
runs/risers if the damage is evenly distributed (one quarter if the damage is localized).

Accumulation of powder, dust, or debris similar in appearance to the suspect material on
surfaces beneath the pipe/boiler/tank/etc. can be used as confirmatory evidence.

B. Fair Condition (equivalent to "damaged')

Material with the following characteristics:
1. A few water stains or sections of missing jackets.

2. Crushed insulation or water stains, gouges, punctures, or mars, on. up to one tenth of
the insulation if the damage is evenly distributed (or up to one quarter if the damage
is localized).

C. Good Condition

Material with no visible damage or deterioration, or very limited damage or deterioration.

Encapsulation - treatment of ACM with a material that surrounds or embeds asbestos fibers in an
adhesive matrix to prevent the release of fibers, as the encapsulzint creates a membrane over the
surface (bridging encapsulant) or penetrates the material and binds its components together
(penetrating encapsulant).

Enclosure - an airtight, impermeable, permanent barrier around ACM to prevent the release of
asbestos fibers into the air.

Fiber Release Episode - any uncontrolled or unintentional disturbance of ACM resulting in a
- visible emission.

Friable - material, when dry, may be crumbled, pulverized, or reduced to powder by hand pressure,
and includes previously non-friable material after such previously non-friable material becomes
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- damaged to the extent that when dry it may be crumbled, pulverized, or reduced to powder by hand
pressure. ' '

Functional Space - a room, group of fooms, or homogeneous area (including crawl spaces or the
space between a drop ceiling and the floor or roof deck above), such as classroom(s), cafeteria,
gymnasium, hallway(s), designated by a person accredited to prepare management plans, design
abatement projects, or conduct response actions.

Homogeneous Area - an area of surfacing material, thermal system insulation, or miscellancous
material that is uniform in color and texture.

Miscellaneous Material - interior building material on structural components, structural members
or fixtures, such as floor and ceiling tiles, and does not include surfacing material or thermal system
insulation.

Non-friable - material in a school building which when dry may not be crumbled, pulverized, or
reduced to powder by hand pressure.

Operations and Maintenance Program - a program of work practices to maintain friable ACM in
good condition, ensure clean up of asbestos fibers previously released, and prevent further release
- by minimizing and controlling friable ACM disturbance or damage.

Potential for.disturbance:

Al Potential for contact with the material

High Service workers work in the vicinity of the material more than once per
week.
(and/or)
The material is in a public area (e.g., hallway, auditorium etc.) and
accessible to building occupants. '

Moderate Service workers work in the vicinity of the material once per week to once
per month.
(and/or)
The material is in a room or office and accessible to the occupants.
Low Service workers work in the vicinity of the material less than once per
month.
(and/or)

The material is visible but not within reach of building occupants.
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B. Influence of vibration
High Loud motors or engines present (e.g., some fan rooms).
(and/or) _
Intrusive noises or easily sensed vibrations {e.g., major airports, a major
highway). '
Moderate Motors or engines present but not obtrusive (e.g., ducts vibrating but no fan
in the area). :
(and/or)

Occasional loud sounds (e.g., a music room)

Low/None  None of the above

C. Potential for air erosion
High High velocity air (e.g., elevator shaft, fan room).
Moderate Noticeable movement of air (e.g., air shaft, ventilator air steam).
Low/None None of the above

Removal - taking out or the stripping of substantially all ACM from a damaged area, a functional
space, or a homogeneous area in a school building.

Repair - returning damaged ACM to an undamaged condition or to an intact state so as to prevent
fiber release.

Response Action - a method, including removal, encapsulation, enclosure, repair, operations and
maintenance, that protects human health and the environment from friable ACM.

Routine Maintenance Area - an area, such as a boiler room or mechanical room, that is not

normally frequented by students and in which maintenance employees or contract workers regularly
conduct maintenance activities.

Surfacing Material - material in a school building that is sprayed-on, troweled on, or otherwise
applied to surfaces, such as acoustical plaster on ceilings and fireproofing materials on structural
members, or other materials on surfaces for acoustical, fireproofing, or other purposes.

Thermal System Insulation - material in a school building applies to pipes, fittings, boilers,
breeching, tanks, ducts, or other interior structural components to prevent heat loss or gain, or water
condensation, or for other purposes. :
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5/20/2014 2:52 PM

Mentor Public Schoo]s

Page 1
Student Form
Student ID: - 104564 Student Name: BLOOD, RYLAN LEE-MARIE
Last Name: BLOOD Last Updated: 4/22/2014 2:46 PM
First Name: RYLAN Last Updated by: burt
Middle Name: LEE-MARIE Home Phone: 440-669-5160
Legal Name: Date Of Birth: 09/28/2009
Family ID: 440-669-5160 Gender: F
Address Information
Home: Pickup: Drop-Off:
9783 LIONE DR
MENTOR, OH 44060
R Mailing: Additional:
Program: 0  Public Student Information Fields
Grade: KD
School: HOPKINS ES
Eligibility: B
Home School Distance: 2.82 mi.
School of Residence: HOPKINS ES
Emergency Contacts
DANIELLE BLOOD (MOTHER)
Transportation Data
Transportation Comment:
Request Walk
Type Days Status From Time To Time Pistance
IN ALL Ride LIONE DR @ ALLEGHENY DR BOPKINS ES 8:50 AM 0.05 mi.
From Time Route Bus Days Cap To Time
LIONE DR @ ALLEGHENY DR 836 AM 5500 081 ALL -2 HOPKINS ELEMENTARY SCHOOL 8:45 AM
OUT ALL Ride HOPKINSES 3:20 PM ALLEGHENY DR @ LIONE DR 0.05 mi.
From Time Routg Bus  Days Cap To Time
HOPKINS ELEMENTARY SCHOOL 3:20PM 100102 078 ALL -8 ALLEGHENY DR @ LIONE DR 328 PM

Status Summary: Rider

Note: '*' indicates an unfulfilled or incomplete Transportation Request.

Notes

Medical Data





